KBUNL-LIST OF SEM

Annexure-IX

SL.NO. [FEEDER METER SL.NO. MODEL |MAKE |MFG.DATE|CTR PTR Remark

1|GT-1 LT-0135A ER-300P |L&T Sep-12]|400/1A 220KV/110V

2|GT-2 LT-0192A ER-300P |L&T Mar-14]400/1A 220KV/110V

3[ST-1 LT-0129A ER-300P |L&T Sep-12|100/1A 220KV/110V

4|ST-2 LT-0133A ER-300P |L&T Sep-12|100/1A 220KV/110V

5|IBT-1 MAIN LT-0093A ER-300P |L&T Dec-10{300/1A 220KV/110V

6/IBT-1 Standby LT-0127A ER-300P |L&T Sep-12|300/1A 220KV/110V

7[I1BT-2 MAIN LT-0126A ER-300P |L&T Aug-12|300/1A 220KV/110V

8|IBT-2 Standby TP-0006A ER-300P |L&T Nov-07{300/1A 220KV/110V

9[IBT-3 MAIN LT-0132A ER-300P |L&T Sep-12|600/1A 220KV/110V
10(IBT-3 Standby LT-0130A ER-300P |L&T Sep-12|600/1A 220KV/110V
11|BEGUSARAI-1 MAIN Bay not commissioned |ER-300P |L&T 600/1A 220KV/110V  |At both end
12[BEGUSARAI-1 CHECK |Bay not commissioned |ER-300P |[L&T 600/1A 220KV/110V
13[BEGUSARAI-2 MAIN LT-0092A ER-300P |[L&T Dec-10(600/1A 220KV/110V  |At both end
14|BEGUSARAI-2 CHECK |LT-0128A ER-300P |L&T Sep-12|600/1A 220KV/110V
15|DARBHANGA-1 MAIN |LT-0125A ER-300P |L&T Aug-12|600/1A 220KV/110V  |At both end
16|DARBHANGA-1 CHECK|LT-0140A ER-300P |L&T Sep-12|600/1A 220KV/110V
17[DARBHANGA-2 MAIN |Bay not commissioned |ER-300P |[L&T 600/1A 220KV/110V  [At both end
18|DARBHANGA-2 CHECK|Bay not commissioned  |ER-300P |L&T 600/1A 220KV/110V
19(GOPALGANJ-1 MAIN  |LT-0131A ER-300P [L&T Sep-12|600/1A 220KV/110V  |At both end
20|GOPALGANJ-1 CHECK |[TP-0008A ER-300P |L&T Nov-07{600/1A 220KV/110V
21|GOPALGANJ-2 MAIN  [LT-0246A ER-300P [L&T Apr-15|800/1A 220KV/110V  |At both end
22|GOPALGANJ-2 CHECK |LT-0219A ER-300P |L&T Apr-15|800/1A 220KV/110V
23|GT-3 LT-0214A ER-300P |L&T Apr-15|800/1A 220KV/110V
24|GT-4 LT-0242A ER-300P |L&T Apr-15|800/1A 220KV/110V
25|ST-3 LT-0187A ER-300P |L&T Mar-14|200/1A 220KV/110V
26|ST-4 LT-0215A ER-300P |L&T Apr-15|200/1A 220KV/110V
27|Bus Sec-1 Main Bay not commissioned |ER-300P |L&T 1A 220KV/110V
28[Bus sec-1 Check Bay not commissioned [ER-300P [L&T 1A 220KV/110V
29|Bus Sec-2 Main Bay not commissioned |ER-300P |L&T 1A 220KV/110V
30|Bus sec-2 Check Bay not commissioned  [ER-300P |L&T 1A 220KV/110V

REMARK:

1 PGCIL shall install four nos. of SEM at BSPTCL end of Begusarai-2, Darbhanga-1, Gopalganj-1 & 2.




