








S.NO LINE NAME TRIP DATETRIP TIME  Relay IndicaƟon    LOCAL ENDRelay Indication    REMOTE ENDReason Fault Clearance time in msecRemarks DR/EL RECEIVED FROM LOCAL ENDDR/EL RECEIVED FROM REMOTE END

1 765KV-JHARSUGUDA-DHARAMJAIGARH-3 01-09-2020 23:22 B_N, 38.4 KM, 11.5 kA (Jharsuguda) B_N, 118 KM, 6.9 kA (Dharamjaigarh)B-N FAULT <100 AR UNSUCCESSFUL.
2 400KV-JHARSUGUDA-ROURKELA-3 01-09-2020 22:50 JHA: R_N, 50 KM, 7.3 KA, Z1 ROUR: R_N, 4.3 kA, 68.48 KM, A/r successful from Rourkela onlyR-N FAULT <100 AR UNSUCCESSFUL.

3 400KV-SUBHASGRAM-HALDIA-2 01-09-2020 07:00 B_N, Z I, 57.7 KM, 3.3 kA (Haldia) R_N, 4.67 kA, 49.7 KM R-N FAULT <100 At Haldia end at the time of failed auto reclose , 3 phase tripping did not occurred and rest 2 phases opened after 1.5 seconds, seems due to PD operation ,this may please be explained?YES YES

4 400KV-ALIPURDUAR (PG)-JIGMELLING-1 01-09-2020 10:15 Y-B , F/C- Y-1.8KA , B-2.25,F/D-220 KM Y-B FAULT 500 Permanent Fault was in the jigmelling - Mangdechu section,on charging attempt of which ,fault was not cleared from SOTF protection hence same was sensed in zone-2 from APD end and cleared .Protection problem at Jigmelling end for mangdechu line .YES NO
5 400KV-ALIPURDUAR (PG)-JIGMELLING-2 01-09-2020 10:15 Y-B , F/C- Y-1.8KA , B-2.25,F/D-220 KM Y-B FAULT 500 Permanent Fault was in the jigmelling - Mangdechu section,on charging attempt of which ,fault was not cleared from SOTF protection hence same was sensed in zone-2 from APD end and cleared .YES NO
6 220KV-JAMSHEDPUR-JINDAL-1 02-09-2020 14:23 JINDAL: Y-N,886A y-n z1,48.242 km,1.4 kA from jamshedpurY-N FAULT <160 NO NO
7 400KV-MOTIHARI-BARH-2 02-09-2020 00:20 BARH: 146 KM, 3 KA, R_N MOTI: 23 KM, 0.6 KA, R_N R-N FAULT <100 In DR frame A/R was successful. YES NO
8 400KV-MERAMUNDALI-LAPANGA-2 03-09-2020 16:30 .. at lapanga:r-n,z-1,30.09km,6.6kaR-N FAULT A/R priority scheme not proper , MCB &TCB are not time delayed .Secondary arcing as well as reactor ringdown observed .YES YES
9 220KV-BEGUSARAI-NEW PURNEA-1 03-09-2020 19:58 r-n , f/d-153 , f/c-1.18 , A/r successful from purnea R-N FAULT <100 AR successful from Purnea end . YES NO

10 400KV-KHARAGPUR-CHAIBASA-1 03-09-2020 11:33 ZONE 1, RN FAULT, 20KM, 10KA AT KHARAGPUR ENDZONE 1, RN FAULT, 128KM, 3.2KA AT CHAIBASA ENDR-N FAULT <100 A/R unsuccessful , Reactor ringdown observed . NO YES
11 400KV-BARH-PATNA-4 04-09-2020 19:05 dt sent from Barh dt receipt at patna and tripped at patnNO FAULT NA Reason of DT? NO YES
12 400KV-PATNA-BARH-3 04-09-2020 19:05 dt sent from Barh dt receipt at patna and tripped at patnNO FAULT NA Reason of DT? NO YES
13 220KV-JSPL-JAMSHEDPUR(DVC)-1 04-09-2020 14:03 T Ie>> Earth  Ie> phase C(BLUE-phase) Ie>>913.7A Ia-52A Ib-44A Ic-859A In-9137A from jspl86 operated Carrier fail Phase: B Zone: 1 distance: 1 km fault current- 1116.04A at jamshedpurB-N FAULT 200 NO A/R . NO NO
14 220KV-FSTPP-LALMATIA-1 04-09-2020 13:16 MAIN 2 (P442)    Z1, R, Y, B. DIST  49.98 KM    Ph A    158 A,  131.5 KV B 2.791 KA, 90 KV. C 2.668 KA, 81 KV at farakka endY-B FAULT 200 NO A/R AT LALMATIA .
15 400KV-PPSP-NEW RANCHI-1 04-09-2020 11:35 B-N,Z1,47 KM,2.43 ka AT PPSP 62.5 KM ,B-N ,3 kA FROM NEW RANCHIB-N FAULT 500 Initially only z-3 strted then after 300 ms z-1 started and B phase breaker opened , A/R unsuccessful .ALL 3 pole oscillating line voltage observed even after 3 pole opening due to Reactor ringdown .NO YES

16 220KV-MAITHON-DUMKA-2 04-09-2020 11:34 B-N,2.176 KA AT MAITHON 1.63 KA,36.7 km at dumka B-N FAULT <160 NO A/R. YES YES

17 220KV-DALTONGUNJ-GARWAH (NEW)-2 05-09-2020 17:34 DALTONGANJ: Y_N, 1.99 KA, 65.88 KM Y-N FAULT <100 A/R unsuccessful. YES YES
18 400KV-MERAMUNDALI-LAPANGA-2 05-09-2020 11:44 Y_N, 105.2 KM, 5.88 kA Y-N FAULT <100 In the past mont events propblem of A/R priority scheme was observed and was asked to rectify it but from this mont onwards in all tripping incidents, All 3 pole breakers are opening at the instant of fault and no auto reclose is attempted .Whether A/R is disabled or what is the issue with non operation of auto reclose at lapanga end and 3pole opening insantaneously for 1 phase fault .Status of PLCC?YES YES
19 220KV-CHUKHA-BIRPARA-2 05-09-2020 03:56 BIRPARA: R-Y, IR- 3.19KA, IY-3.66KA, 32.5KMCHUKHA: R-Y, IR-4.14KA, IY-4.43KA, 38KMR-Y FAULT <100 NO YES
20 400KV-ARAMBAGH-NEW CHANDITALA-1 05-09-2020 14:12 R_N, 24.73 KM, 5. 8 kA (Arambagh) R_N, 29.2 KM, 6.228 kA (Chanditala)R-N FAULT <100 NO NO
21 400KV-KHARAGPUR-CHAIBASA-1 05-09-2020 14:08 R_N, 157 KM, 3.05 kA (Chaibasa) R_N, 27.98 KM, 6.214 kA (Kharagpur)R-N FAULT <100 A/R was successful from chaibasa end ,why A/R diid not attempted from kharagpur end ?NO YES
22 220KV-CHUKHA-BIRPARA-1 05-09-2020 06:08 TRIPPED ON OVERLOAD O/C TRIPPING NA NO YES
23 220KV-BIRPARA-MALBASE-1 05-09-2020 06:08 MALBASE: B-N, Z1, 2.9KA, 25KM A/R SUCCESSFUL FROM BIRPARA ENDB-N FAULT <160 A/R successful from Birpara only. YES NO
24 400KV-DARBHANGA (DMTCL)-MUZAFFARPUR-2 05-09-2020 11:45 Darbhanga: B-N, Z1, 39.19Km, 3.8KA B-N FAULT <100 A/R was successful from ,Muzzaffrepur end ,why A/R did not attempted from DMTCL end ?NO YES
25 220KV-BARIPADA-BALASORE-2 06-09-2020 20:45 y-N,12.28 KA,3.317 KM z1 3 sec earlier at 19 sec a/r successful)Y-N 3.047 kA,36.142 km) at baripaday-n 633 A ,B-n 6.99 kA 26.8 km z1 at balasorB-N FAULT <160 No A/R at Balaosre NO NO
26 220KV-DARBHANGA (DMTCL)-DARBHANGA-2 06-09-2020 21:46 R ph,back up overcurrent,undervoltage 20.9 km (line length 2 km) at darbhangano trip at darbhanga side ;but 220 kv mushari ckt 1 trip vb less voltage ,(which was restored at 22:14)R-N FAULT <160
27 220KV-CHANDIL-STPS(WBPDCL)-1 06-09-2020 15:40 Chandil: Z1 Line did not trip from STPS R-N FAULT <160 No auto reclose at STPS .
28 400KV-DARBHANGA (DMTCL)-MUZAFFARPUR-1 06-09-2020 12:13 DMTCL- Z1 B-N FC-4.74kA Dist-36.8km B-N FAULT <160 A/R was successful from ,Muzzaffrepur end ,why A/R did not attempted from DMTCL end ?NO YES
29 400KV-DURGAPUR-SAGARDIGHI-2 07-09-2020 17:03 R_N, 144 KM, 2.21 kA (Sagardighi) R_ph LA failure at Durgapur endR-N FAULT <100 R_ph LA failure at Durgapur end.After 1 second a/r failed from Durgapur end and all 3 pole opened but Y& B line voltage was present till 1.5 seconds seems,pd OPERATED AT Sagardighi end after 1.5 seconds.At the instant of failed A/R all 3 poles should trip from sagradighi end .This may please be explaiend ?YES NO
30 400KV-RAJARHAT-FSTPP-1 07-09-2020 16:09 R_N, Z I, 151.3 KM, Ir: 3.8 kA R_N, 2.29 kA, 158.8 KM, Z I R-N FAULT <100 R phase breaker opened at the instant of fault from Rajarhat end then after 500 ms Y &B phase also opened ,reason may be explained ? Hence no A/R .YES NO
31 220KV-MAITHON-DHANBAD-2 07-09-2020 14:57 R_N, 6.8 KM, 16.12 kA (Maithon) R_N, 33 KM, 2.44 kA (Dhanbad)R-N FAULT <100 R Phase fault encountered then after 200 ms Y phase fault .YES NO
32 220KV-BUDHIPADAR-KORBA-2 07-09-2020 02:19 BUDHIPADAR: Z1, R-N, 0.4 KM, 19.96 KAR-N,Z2,26.8 KM,926 A AT KORBAR-N FAULT <160 NOA/R AT BUDIPADAR END YES NO
33 220KV-BUDHIPADAR-RAIGARH-1 07-09-2020 02:18 BUDHIPADAR: Z 1, R-N, 1.75 KA, -1. 4 KMZ1,R-n,1.75 KA,1.4 KM AT RAIGARHR-N FAULT <160 NOA/R AT BUDIPADAR END YES NO
34 220KV-BUDHIPADAR-RAIGARH-1 08-09-2020 17:39 Budhi: R-n, 24.09 kA, -1.2 km Charging code on 09/09/20: ER 390, WR 840, NL 386R-N FAULT 600 At loc no-5 R phoase conductor sanpped on Y phase YES NO
35 220KV-BUDHIPADAR-KORBA-3 08-09-2020 17:23 Korba: R-n, z2, 195.2 km, 1.085 kA Budhi: Not tripped R-N FAULT <160 NOA/R AT BUDIPADAR END NO NO
36 400KV-SUBHASGRAM-HALDIA-2 08-09-2020 22:37 R_Y, 25.56 KM, IR 7.1 KA, IY 7.6 KA R_Y, Z1, 54.5 KM, IR 3.9 KA, IY 5.03 KAR-Y FAULT <100 YES YES
37 220KV-ATRI-PANDIABILI-1 08-09-2020 15:00 PANDIABILI-Z1 B-N 9.2KA.FD- 0.2KM B-N FAULT <160 Auto reclose successful from atri end only NO NO
38 765KV-DHARAMJAIGARH-JHARSUGUDA-1 08-09-2020 14:44 Jharsugra-Z1 B-N FC-4.62kA FD-124.1kmD'garh end-M1:FD-19.1km, FC-18.8kA & M2: FD-19.7km, FC-18.3kAB-N FAULT <100 NO NO
39 220KV-DARBHANGA(DMTCL)-LAUKAHI-1 08-09-2020 12:55 DMTCL-Z1 Y-N Dist-49.1km Laukahi-B-N FC-0.63kA FC-6.9kmB-N FAULT 800 NO NO
40 220KV-DARBHANGA (DMTCL)-DARBHANGA-1 08-09-2020 11:14 Darbhanga BSPHCL: D.E.F. DMTCL: Line did not trip B-N FAULT 500 DEF setting may be checked .Operating before z-2 time .NO YES
41 400KV-PPSP-BIDHANNAGAR-1 08-09-2020 11:56 Bidhannagar-B-N, Z- 1, 187 KM, 2.5 KAPPSP end are:- 86 A, 86B, Z-1.B-N FAULT <100 NO A/R AT PPSP END . NO NO
42 220KV-FSTPP-LALMATIA-1 08-09-2020 10:56 FSTPP-Z2 B-N FC-1.725kA Dist-93.3km B-N FAULT <100 No A/R in line NO NO
43 220KV-DARBHANGA (DMTCL)-DARBHANGA-2 08-09-2020 11:14 DMTCL-DT received Darbhanga-Master trip operatedB-N FAULT 500 DEF setting may be checked .Operating before z-2 time .NO YES
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44 220KV-DARBHANGA (DMTCL)-SAMASTIPUR-1 08-09-2020 11:14 DMTCL-Z2 B-N Ib-1.86kA Dist-41.09km B-N FAULT 500 No carrier aided protection worked faul clered in z-2 , no auto reclose.NO YES
45 220KV-DARBHANGA (DMTCL)-SAMASTIPUR-1 09-09-2020 13:05 B-N , 5.5 KA , F/D-20 KM FROM DMTCLB PHASE JUMPER WAS SNAPPEDB-N FAULT <160 A/R successful from DMTCL end ,but B phase jumer was snapped .NO
46 400KV-PATNA-KISHANGANJ-1 09-09-2020 18:00 Y-N , 70 KM FROM PATNA , F/C-5KA KISHANGUNJ : Y-N, 265KM, 1.6KAY-N FAULT <100 A/R unsuccessful , Reactor ringdown observed . YES YES
47 220KV-CHANDIL-RANCHI-1 09-09-2020 16:57 R-N, F/C-3.3KA,F/D-53KM R-N FAULT <160 A/R successful at ranchi.3 phase tripping at chandil end at the instant of fault ,no auto reclose at5 chandil .YES YES
48 220KV-TTPS-TSTPP-1 09-09-2020 15:03 TSTPP: B-N, 13KA, 5KM TTPS: B-N, 6KA, 23KM , CHARGING ATTEMPTED BUT FAILED, LATER ON PATROLLING EARTH WIRE SNAPPED FOUNDB-N FAULT <160 No A/r . NO NO
49 220KV-BINAGURI-BIRPARA-1 09-09-2020 05:07 Binaguri: R-B-N, Ir-5.068KA, Ib-5.882KA, 17.52KMBirpara: R-B-N, Ir-2.63KA, Ib-2.03KA, 64.95KmR-B FAULT <160 YES YES
50 400KV-MUZAFFARPUR-GORAKHPUR-2 09-09-2020 00:40 B_N, 2.2 KA, 254 KM (MUZ) B_N, 33.56 KM, 2.073 KA(GKP)B-N FAULT <100 A/r unsuccessful .Abrupt current in R&Y phase YES NO
51 400KV-ALIPURDUAR (PG)-JIGMELLING-1 10-09-2020 20:48 Line did not trip from Alipurduar End Line only tripped from only Jigmelling endNO FAULT NA YES NO
52 220KV-BEGUSARAI-NEW PURNEA-1 10-09-2020 13:48 Z1,B-N,116.96 KM(200 KM LENGTH),.3,.4 KA 0.65 KA AT BEGUSARAI;WEATHER NORMAL135 KM ,1.27 KA.B-N,Z1 at new purneaB-N FAULT <160 High resistive fault slowly increasing current observed ,zone-1 operated after 300 ms but A/R lockout appeared and all 3 phase opened from purnea  .Non operation of A/R from purnea sa well as Begusari .YES NO
53 220KV-DARBHANGA (DMTCL)-MOTIPUR-2 10-09-2020 10:53 Z-1, 1.5 KA, 82 Km, B-N at dmtcl B-N FAULT <160 A/R successful from motipur end .Why A/R not operated at DMTCL en dYES YES
54 400KV-RANCHI-RAGHUNATHPUR-1 11-09-2020 17:18 Y_N, Zone1, 145KM from RANCHI, 2.53KA Y-N FAULT <100 Tripped in reclaim time. YES NO
55 220KV-CHUKHA-BIRPARA-2 11-09-2020 20:20 Birpara-Z1 Y-B  Iy-3.84kA Ib-2.47kA FD-46.27kmChukha-Z1, Y-B FD-22.35km  Iy-5.4kA Ib-2.3kAY-B FAULT <100 YES YES
56 220KV-ARRAHA-KHAGAUL-1 11-09-2020 08:47 Y,F/17.7KA, F/D-0.5KM Y-N FAULT <160 Conductor snapped at loc no-3,No A/r from arrah end all 3 phases tripped on single phase fault .YES NO
57 220KV-RENGALI(PH)-TSTPP-1 11-09-2020 12:25 R-N , 6KM FROM TSTPP , F/C-6KA R-N , 34KM FROM RENGALI , F/C-4KAR-N FAULT <160 No A/R NO NO
58 400KV-PATNA-BALIA-4 11-09-2020 10:44 DT RECEIVED , REACTOR REF OPERATED AT BALIA NO FAULT NA NO NO
59 220KV-JODA-RAMCHANDRAPUR-1 11-09-2020 14:11 JODA-Z1, 56KM, 1.9KA B , F/C-2.2KA . F/D-50.8 B-N FAULT <160 A/R successful from Ramchandrapur end .No A/R from Joda.NO YES
60 220KV-KATAPALLI-BOLANGIR(PG)-1 11-09-2020 10:28 YB , Y-&B 3.3 KA , 4KM FROM BOLANGIR Y-B FAULT <160 NO NO
61 220KV-DALKHOLA (PG)-GAZOLE-1 11-09-2020 08:34 R-B , F/D-28 ,Z-1 FRM DALKOLA , F/C-4.1KA,B-7.39KAR-B ,Z-1,74 KM FROM GAZOLE,1.7KA,2.65KAR-B FAULT <160 YES YES
62 400KV-PATNA-BALIA-4 11-09-2020 07:13 Patna-R-N FD-83.3km FC-4.64kA R-N FAULT <100 NO NO
63 220KV-KHAGARIA-NEW PURNEA-2 12-09-2020 02:59 New Purnea : Y-B ph, 49.7 km, Z-1, Iy - 4.38 KA, Ib - 4.17 KA Y-B FAULT <160 NO YES
64 220KV-PUSAULI-SAHUPURI-1 13-09-2020 17:48 LBB operated at Pusauli end Y-N FAULT <160 LBB of 220 KV Pusauli Sahupuri operated at Pusauli end (fault in Y_ph), leading to tripping of 220 KV Bus I.NO NO
65 400KV-TEESTA-III-DIKCHU-1 13-09-2020 18:06 B_N Fault B-N FAULT <100 Busbar differential operated (as reported due to high b-ph current in unit#3) in 400kV Bus-I at Teesta-III at 18:06Hrs. due to which Teesta-III - Dikchu line and unit# 1,3,5 tripped. Unit#3 under investigation.YES YES
66 220KV-PUSAULI-NADHOKAR-1 13-09-2020 17:48 Tripped due to operation of LBB of 220 KV Pusauli-SahupuriLine charged through TBC at NadokharLBB OPERATED <160 LBB of 220 KV Pusauli Sahupuri operated at Pusauli end (fault in Y_ph), leading to tripping of 220 KV Bus I.NO NO
67 220KV-PUSAULI-SAHUPURI-1 13-09-2020 15:20 R_N, Z IV (Sahupuri) Didn't trip from Pusauli R-N FAULT <160 No A/R ,3 phase trippinng occurred from pusauli . YES NO
68 220KV-MUZAFFARPUR-HAJIPUR-2 13-09-2020 15:59 Bus bar protection operated @ Hajipur NO FAULT NA NO NO
69 400KV-GAYA-KODERMA-2 13-09-2020 12:00 Gaya: R-N, 87.8Km, 4.8KA Kod: R-N, 61.9Km, 7.45KA R-N FAULT <100 A/R unsuccessful YES NO
70 220KV-KISHANGANJ(PG)-DALKHOLA (PG)-2 14-09-2020 03:50 Dalkhola: B-N, 23km, 4kA Kishangunj: B-N,6km, 12.9kAB-N FAULT <160 Mo A/R from kishanganj end .3 pole tripping at the insatnt of fault .YES YES
71 220KV-NEW PURNEA-MADHEPURA-1 15-09-2020 18:18 B_N, 40 KM, 3.05 kA (Madhepura) B-N FAULT <160 A/R unsuccessful NO YES
72 220KV-ALIPURDUAR (PG)-SALAKATI-2 15-09-2020 10:47 R_Y_B, Ir:3.08 kA, Iy: 4.74 kA, Ib: 4.64 kA, 45.7 KMR_B_N, 51.4 KM, 4.9 kA R-Y-B FAULT <160 YES NO
73 220KV-DARBHANGA (DMTCL)-SAMASTIPUR-1 15-09-2020 15:07 B-N , Z-2 B-N FAULT 500 No carrier aided protection worked fault cleared in z-2 , no auto reclose.NO NO
74 220KV-DARBHANGA (DMTCL)-DARBHANGA-2 15-09-2020 15:07 DT received (DMTCL) DEF OPERATED NO FAULT NA NO NO
75 220KV-DARBHANGA (DMTCL)-DARBHANGA-1 15-09-2020 15:07 DT received DEF OPERATED NO FAULT NA NO NO
76 220KV-BUDHIPADAR-RAIGARH-1 15-09-2020 12:50 Budi:Z1, B_N, 3.15 KA, 32.6 KM B-N FAULT <160 NO A/R AT BUDIPADAR NO NO
77 400KV-KISHANGANJ(PG)-RANGPO-1 15-09-2020 14:26 Kishanganj: R-Y, Ir-4.6KA, Iy-5KA, 123KmRangpo: Z1, R-Y, 72.6Km, Ir-2.8KA, Iy-3.5KAR-Y FAULT 2000 At Rangpo end Y phase current was increasing gradually high resistive fault, and earth fault was high for 2 seconds anfter which Y phase fault converted to R-Y with high current and z-1 started and issued trip command ,Earth fault setting may be checked .NO YES
78 400KV-NEW DUBURI-MEERAMUNDALI-2 15-09-2020 09:00 Mera: B_N, Z1, 51.6 KM, 6.57 KA NDubri: B_N, 67 KM, 4.03 KAB-N FAULT 500 From N dubri end B phase breaker opened only then after 300 ms it again closed due to A/R close cmd ,and fault was fed till 400ms and then all 3 phase opened .SOTF shold work but did not .A/R issue and SOTF protection issue ,May be clarified YES YES
79 220KV-MUZAFFARPUR(PG)-HAZIPUR-2 16-09-2020 10:11 Muzaffarpur: Y-B FAULT. FD-51.26KM FC-Iy-3.523KA,Ib-3.381KA. ZONE-IIHazipur: Y-B, Iy 3.5 kA Ib 3.4 kAY-B FAULT 500 Delayed clearance means carrier aided protection didn’t worked ?NO NO
80 220KV-HAZIPUR-MUZAFFARPUR-1 16-09-2020 10:11 Muzaffarpur: Y-B FAULT. FD-48.04KM FC-Iy-4.542KA,Ib-4.531KA. ZONE-II.Hazipur: Y-B, FD 728 mtr, Z1, Iy 5.51 kA Ib 5.58 kAY-B FAULT 500As fault was very closed to Hazipur, it was immediately patrolled and found that some villagers were cutting bamboos under the corridor of 220Kv Muz (PG) Ckt - 1 which have caused tripping of these Ckts.NO NO
81 400KV-PPSP-BIDHANNAGAR-2 17-09-2020 09:51 Bidhannagar: Z1, R-N, 47km, 6kA PPSP: Z1, R-N, 173 km R-N FAULT <100 NO A/R AT PPSP END . NO NO
82 220KV-DARBHANGA (DMTCL)-MOTIPUR-2 17-09-2020 08:22 TRIPPING FROM DMTCL ONLY b_n, 89.50 KM, Ib: 1.1 kA, NO FAULT NA NO NO
83 220KV-CHUKHA-BIRPARA-1 17-09-2020 02:08 y_b, 63.36 KM, Iy: 1.796 kA, Ib: 1.737 kAO/C E/F at Chuhka Y-B FAULT <160 NO YES
84 400KV-BAHARAMPUR-BHERAMARA-1 17-09-2020 16:13 BAHARAMPUR: A/R SUCCESSFUL, R-N, Z1, 10.9KA, 20KM R-N FAULT <100A/R was successful from behrampur end , but high voltage spike appeared during dead time.YES NO
85 400KV-MERAMUNDALI-LAPANGA-2 17-09-2020 10:31 MRMDL:DP,Z1,Y-N,10.42KA,40.5KM LAPANGA:DP Z1 Y-N 152.5KM,2.63KAY-N FAULT <100 In the past mont events propblem of A/R priority scheme was observed and was asked to rectify it but from this mont onwards in all tripping incidents, All 3 pole breakers are opening at the instant of fault and no auto reclose is attempted .Whether A/R is disabled or what is the issue with non operation of auto reclose at lapanga end and 3pole opening insantaneously for 1 phase fault .Status of PLCC?YES YES
86 220KV-DALTONGUNJ-GARWAH (NEW)-2 17-09-2020 13:50 DALTONGANJ : B-N, 78.19KM,1.6 KA GARWAH NEW: B-ph, Ib:- 1.815.kA, fault distance:- 8.54kmB-N FAULT <100 A/R unsuccessful YES YES
87 220KV-DALTONGUNJ-GARWAH (NEW)-2 18-09-2020 16:10 109 km,1.08 kA,B- N,zone 2 from daltonganj Y-B FAULT 500 At garwa end R-Y fault tripped within 100 ms . YES YES
88 220KV-KHAGARIA-NEW PURNEA-2 18-09-2020 16:09 R-N,34.4 km ,4.68 km from new purnea a/r successful;                              z1 73.2 km,R-N,1.17 kA R-N FAULT <160 No A/R at khagaria end . YES NO
89 220KV-PUSAULI-SAHUPURI-1 18-09-2020 12:46 B-N,59.31 km,0.5 KA from pusauli weather normal(zone 1)76.88 km lengthB phase Zone I E/F 86A,86B Dist 40.7km FROM SAHUPURIB-N FAULT <160 NO NO
90 400KV-PATNA-BARH-1 18-09-2020 12:02 B-n fault ,81.402 km,7.258 kA(line length 92 km) a/r successfull for patnaz1,b-n,28.45 km,13.6 KA from barhB-N FAULT <100 A/R Successful from Patna end . NO YES
91 400KV-KHARAGPUR-CHAIBASA-1 18-09-2020 10:17 afaS:Y-N,102.4 KM,(162 K LINE LENGTH)3.4 KA AT CHAIBASA ;bad weathera/t successfull at kgp:Following Relay at KGP end Main 1: Zone-1, Y-pahse, Dist- 80.81KM, If-1.01KA Main 2: Zone-1, Y-pahse, Dist- 73.2KM, If-2.1KA  Y-N FAULT <100 No auto reclose from chaibasa , reasaon may be shared . NO YES
92 400KV-BARIPADA-KHARAGPUR-1 18-09-2020 05:47 BPD: Z1, Y-N,78.79KM,3.56KA KGP:Z1,Y-N,16.40KM,8.803KAY-N FAULT <100 NO NO



93 400KV-JAMSHEDPUR-ANDAL-1 18-09-2020 03:56 Master trip relay 86 operated at Andal NO FAULT NA YES NO
94 220KV-PARULIA-PARULIA(PG)-2 18-09-2020 02:55 PG: Z3, R-N, 5.280Km,6.233KA R-N FAULT <160 NO A/R OBSERVED YES NO
95 220KV-PARULIA-PARULIA(PG)-1 18-09-2020 02:55 PG: Z3 R-N, 4.586Km. 7.023KA R-N FAULT <160 NO A/R OBSERVED NO NO
96 400KV-PPSP-BIDHANNAGAR-1 18-09-2020 02:06 R-N,FAULT,Z1,43KM FROM BIDHANNAGAR ENDR-N,FAULT,Z1,130KM FROM PPSP ENDR-N FAULT <100 NO A/R AT PPSP END . NO NO
97 400KV-PPSP-BIDHANNAGAR-2 19-09-2020 11:53 BIDHANNAGAR: Rph, Z1, 50.4km, Ir=5.340kAPPSP end: Rph, Z1, 134.3km R-N FAULT <100 NO A/R AT PPSP END . NO NO
98 400KV-KHARAGPUR-KOLAGHAT-1 20-09-2020 13:34 KTTP: Zone-1, B-N, sotf, 29.17 km, 5 KAKharagpur: Zone-1, B-N, 34km, 6 KAB-N FAULT <100 A/R unsuccessful NO NO
99 220KV-DARBHANGA(DMTCL)-LAUKAHI-1 20-09-2020 09:53 Laukahi: Zone -1, Distance:- 35.7 km  B-pahse fault current : 2.17 kAB-N FAULT <160 No A/R observed at Laukahi NO NO

100
220KV-GAYA-SONENAGAR-2 20-09-2020 03:55 Sonnagar: Z1, FD 31.51 km,R-N, Ir  2.14 kA Gaya: 46.1km, R-N, Ir 3.54 kA.  A/R successful

R-N FAULT <160A/R disabled at Dehri , No A/R ,master trip operated at Dehri end ,why ?Whether carrier protection healthy?At gay end A/R successfulYES YES

101 220KV-KHAGARIA-NEW PURNEA-2 21-09-2020 15:51 R_N, 2.32 kA, 80.6 KM, A/r successful (New Purnea) R-N FAULT <160 No A/R at khagaria end . NO YES
102 220KV-KHAGARIA-NEW PURNEA-2 21-09-2020 03:03 NEW PURNEA: Y-B, IY-5.6KA, IB-5.6KA, 93KM Y-B FAULT <160 No A/R at khagaria end . NO YES
103 220KV-DALTONGUNJ-GARWAH (NEW)-2 21-09-2020 02:59 Daltonganj: B-N,93KM,FC 1.4KA GARWAH NEW: IR- 1.26KA, IY-1.27KA, 5.731KmB-N FAULT <160 YES YES

104

220KV-GAYA-SONENAGAR-2 21-09-2020 02:09 Gaya: R-N,FD 56.3KM,FC 3.13KA..A/R Successful at Gaya endSon'gr:R-N,27.96KM,1.94KA

R-N FAULT <160A/R successful at Gaya end ,NO A/R at sonnagar , whether week infeed enabled at sonnagar end .YES YES

105
220KV-DEHRI-GAYA-1 21-09-2020 02:06 Gaya: R-N,3.43KA,47.9KM

R-N FAULT <160
A/R disabled at Dehri , No A/R ,master trip operated at Dehri end ,why ?Whether carrier protection healthy?

YES YES

106 400KV-KODERMA-BIHARSARIFF(PG)-1 21-09-2020 01:09 Tripped from koderma end only Spurious DT received at Koderma endNO FAULT NA NO NO
107 220KV-SUBHASGRAM(PG)-BANTALA-1 22-09-2020 09:55 LBB operated NO FAULT NA NO NO
108 220KV-GAYA-KHIZERSARAI-2 22-09-2020 16:01  Gaya-Z1 R-N FC-2.37kA FD-33.32 Khiza- R-N FAULT <160 No A/R at Khezesarai NO NO
109 220KV-JODA-RAMCHANDRAPUR-1 22-09-2020 11:59 Joda-Z1- Y-N FC-.09kA FD-84.86km RCP-Z2- Y-N, FC-1.07kA FD-135.5kmY-N FAULT 400 ZONE-2 OPENING FROM RCP , NO CARRIER BASED TRIPPINGYES NO
110 400KV-KHARAGPUR-CHAIBASA-2 22-09-2020 11:20 Chaibasa-R-N FC-1.9kA KGP-DT received only R-N FAULT 2000 Seems High resistive Fault,high fault clearance
111 400KV-BIHARSARIFF(PG)-MUZAFFARPUR(PG)-1 23-09-2020 19:16 BSF: B-N,28.1KA,1.1Km MFR: B-N,3.9KA,132Km B-N FAULT <1003 phase tripping occurred from both sides for 1 phase fault ,No A/R ?YES YES

112

400KV-MERAMUNDALI-LAPANGA-1 23-09-2020 11:24 B_N, 169.6 KM, 2.46 kA, AR UnsuccessfulB_N, 25.29 KM, 9.53kA (Lapanga)

B-N FAULT <100Ssuccessful a/r from meramundali end tripped in reclaim time.No auto reclose from lapanga end all 3 poles opened at the instant of fault ? YES YES

113 400KV-BIHARSARIFF(PG)-VARANASI-2 23-09-2020 18:19 B_N, 2.8 KM, 27.6 kA B-N FAULT <100A/R unsuccessful , High voltage after 3 pole tripping oberved due to reactor ringdown .YES NO
114 400KV-BIHARSARIFF(PG)-BALIA-2 23-09-2020 12:46 Y_N, 241.8 KM, 2.8 kA, A/r successful (Biharsharif)Y_N, 26.7 KM, 1.88 kA (Balia)Y-N FAULT <100 A/R successful from BSF end YES NO
115 220KV-TENUGHAT-BIHARSARIFF-1 23-09-2020 13:49 BSF: Z1,B-N,128.2Km,1.09KA TENU: Z1, B_N, 108.6 KM 0.531 KAB-N FAULT 350 No A/R in line NO NO
116 400KV-MALBASE-BINAGURI-1 23-09-2020 14:00 BINA: B_N, 3.32 KA, 126 KM B-N FAULT 500 A/r unsuccessful from Binaguri NO YES

117

220KV-JODA-RAMCHANDRAPUR-1 23-09-2020 10:52 Y_N, 4.36 KM, 5.81 kA A/r successful from Ramchandrapur

Y-N FAULT <160 NO A/R AT JODA END YES YES

118 220KV-BEGUSARAI-NEW PURNEA-1 23-09-2020 09:58 N.Purnea: Z1, B-N,70.3Km,2.8KA Beg: Z1, B-N,195.25Km, 0.9kAB-N FAULT <160 A/R successful from purnea end . YES NO
119 400KV-TEESTA-III-DIKCHU-1 24-09-2020 12:46 Teesta- Z1 Y-B FC-Iy- 6.838 KA Ib 6.321 KA Y-B FAULT <100Middle phase conductor snapped in between loc no. 3 and 4. from Teesta IIIYES YES
120 400KV-BIHARSARIFF(PG)-VARANASI-1 24-09-2020 04:01 overvoltage stage 1(110%,5 sec) at biharshariffDT receipt at varanasiR phase voltage was 20 kv higher than rest 2 phases which caused o/v stg-1 operation ,reason for such unbalance ?Reactor ringdown voltage observed after 3 pole openingYES NO

121
220KV-BIHARSARIFF-TTPS-1 24-09-2020 17:48 TTPS-Zone-2, FC- Ir:- 201.7A, Iy:- 318.6A, Ib:- 1.282kA FD-162kmBSF- Z1 B-N Ib-6.179KA FD-23.76km

B-N FAULT <100 NO A/R . YES YES



122 400KV-MERAMUNDALI-LAPANGA-1 24-09-2020 11:04 MM-Z1 B-N FC-2.5kA FD-71km Lapanga-FC-93.kA Fd-25km B-N FAULT <100unsuccessful a/r from meramundali end and tripped .No auto reclose from lapanga end all 3 poles opened at the instant of fault ? YES YES

123 400KV-MOTIHARI-BARH-2 24-09-2020 14:19 Motihari: R-N, 23.7 kM , Ir 0.66 kA Barh: R-N, Ir 3.07 kA, FD 148 kMR-N FAULT <100 Tripped in reclaim time. NO YES
124 220KV-PATNA-KHAGAUL-2 24-09-2020 13:53 Khagul: R-N , Distance-18.1 kM Patna: A/R successful R-N FAULT <100 Patna: A/R successful , why bot at khagul end YES NO
125 400KV-MOTIHARI-BARH-2 24-09-2020 01:33 AT DMTCL R-N,23.7 KM,0.63 KA AT BARH R-N, 171 KM,2.9KA R-N FAULT <100 Tripped in reclaim time. NO YES
126 400KV-BIHARSARIFF(PG)-VARANASI-2 25-09-2020 18:07 R-Y fault, R-2.935kA,Y-3.038kA,235.2km from bsf endCharged through Tie bay, due to inclment weather main bay couldn't be taken into serviceR-Y FAULT <100Line voltage present after 3 pole opening due to reactor ringdown .YES NO
127 220KV-MAITHON-DUMKA-2 25-09-2020 17:57 R-N fault,FC-6.7kA, 20.32kM from maithon endDUMKA:R-N,FC -1.82KA,FD 33.7KMR-N FAULT <100No a/r observation ATMaithon end , 3 phase tyripping at the instant of fault ,A/R was lockout and carrier chaneel failed .Status of carrier communication ?YES NO
128 220KV-PUSAULI-SAHUPURI-1 26-09-2020 09:57 B-N, 27.2 Km, 2.343 KA, zone1 B-N FAULT <100 NO NO
129 220KV-BARIPADA-BALASORE-1 26-09-2020 07:51 Y_B, 6.67 kA, 20.663 KM (Baripada) R_Y_B, 2.29 kA, 55.66 KM R-Y FAULT <100 NO NO
130 400KV-PPSP-BIDHANNAGAR-2 26-09-2020 12:15 Durgapur: Z1, R-N, 38 Km, 6.863 KA ppsp:z1,R-N,141.7 km R-N FAULT <100 NO A/R AT PPSP END . NO NO
131 220KV-BOLANGIR(PG)-SADEIPALI-1 27-09-2020 10:02 Bolangir : B-ph FD 1.8Km,Fc 6.98KA SADEIPALLI : B-N,FC 3.96KA .B-phase LA burst for ckt -1 at Sadeipalli endB-N FAULT <160 NO NO
132 220KV-BOLANGIR(PG)-SADEIPALI-2 27-09-2020 10:02 No tripping at Bolangir(PG) end Sadeipalli : B ph Back up O/C NO FAULT NA NO NO
133 220KV-JODA-RAMCHANDRAPUR-1 28-09-2020 09:30 tripped from RCP end only B-N FAULT <100 NO NO
134 220KV-MEERAMUNDALI-TSTPP-MERAMMANDALI - TSTPP I28-09-2020 12:29  B-N, I B=7.87 KA, 19.06 K M B-N FAULT <100 A/R successful from one end only 
135 400KV-MERAMUNDALI-LAPANGA-2 28-09-2020 12:16 LAPANGA: Zone 1, R-N, dis= 28.61Km, Ir= 9.11kA R-N FAULT <100 In the past mont events propblem of A/R priority scheme was observed and was asked to rectify it but from this mont onwards in all tripping incidents, All 3 pole breakers are opening at the instant of fault and no auto reclose is attempted .Whether A/R is disabled or what is the issue with non operation of auto reclose at lapanga end and 3pole opening insantaneously for 1 phase fault .Status of PLCC?YES YES
136 220KV-RANCHI-HATIA-1 28-09-2020 11:29 dt recieved NO FAULT NA Reason for DT ? YES NO
137 400KV-KHSTPP-LAKHISARAI-1 28-09-2020 09:56 DT RECEIVED AT LAKHISARAI NO FAULT NAReason for DT sending from KHSTPP ?Line voltage present after 3 pole opening due to reactor ringdown .YES YES
138 400KV-MERAMUNDALI-LAPANGA-1 29-09-2020 11:57 MERA: R_N, 56.8 KM, 7.75 KA LAPG: R_N, 153.7 KM, 2.07 KA R-N FAULT <100 A/r successful from lapanga end tripped in reclaim time .YES YES
139 400KV-MERAMUNDALI-LAPANGA-2 29-09-2020 13:25 MMDL: Z2, R-N, 197.7Km, 2.27KA R-N FAULT <100 In the past mont events propblem of A/R priority scheme was observed and was asked to rectify it but from this mont onwards in all tripping incidents, All 3 pole breakers are opening at the instant of fault and no auto reclose is attempted .Whether A/R is disabled or what is the issue with non operation of auto reclose at lapanga end and 3pole opening insantaneously for 1 phase fault .Status of PLCC?YES YES
140 400KV-FSTPP-KHSTPP-4 29-09-2020 10:42 DT received at KHSTPP NO FAULT NA NO NO
141 220KV-JORETHANG-NEW MELLI-2 30-09-2020 10:50 Jorethang : O/C Backup O/C 800 NO NO
142 220KV-FSTPP-LALMATIA-1 30-09-2020 13:53 FSTPP-Z1, Y-B ph FD-84km, Iy-2.073 KA, Ib-1.967 KAAwaited Y-B FAULT <160 NO NO
143 220KV-NEW MELLI-JORETHANG-1 30-09-2020 11:40 New Melly-Z2 B-N FC-1.33kA FD-14.35km B-N FAULT 500 NO NO
144 220KV-NEW MELLI-JORETHANG-1 30-09-2020 10:50 jorethang: O/C Other end not tripped Backup O/C 800 NO NO
145 400KV-MAITHON-DURGAPUR-2 30-09-2020 10:42 Durgapur-Z1 B-N  FC-11.675kA FD-17.22km B-N FAULT <100 NO NO
146 220KV-JORETHANG-NEW MELLI-2 30-09-2020 09:43 Melly- B-N Z2 FD-8.55=6km FC-1.7kA Jorthang- B-n Z1 FC-1.03kA FD-5.06kmB-N FAULT 500 NO NO


