


Note:

 a) Reactive Energy Charge calculation is done as per clause 1.7 and 6.6 of IEGC

 b) Receivables from the Reactive Pool are reduced to zero as per decision taken in the meeting

    of the " Group" held on 15.09.06 at ERPC, Kolkata.
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EASTERN REGIONAL POWER COMMITTEE :: KOLKATA

BENEFICIARY
SL. 

NO
NAME OF THE LINE METER NO MVArH_HIGH

REACTIVE 

CHARGE_MVArH 

(Rs)

MVArH_LOW

REACTIVE 

CHARGE_MVArL 

(Rs)

NET 

REACTIVE 

CHARGE 

(Rs)
BSPHCL 1 220 KV BIHARSHARIF(BSPHCL) - BIHARSHARIF(PG)-I     NP5841A -1690.3 228191 0 0 228191

2 220 KV BIHARSHARIF(BSPHCL) - BIHARSHARIF(PG)-II NP5840A -2277.6 307476 0 0 307476

3 220 KV BIHARSHARIF(BSPHCL) - BIHARSHARIF(PG)-III   NP5843A -1355.7 183020 0 0 183020

4 132 KV PURNEA (PG) - PURNEA (BSPHCL) -I   NP6081A 177.6 -23976 0 0 -23976

5 132 KV PURNEA (PG) - PURNEA (BSPHCL) -II  NP6082A 290.2 -39177 0 0 -39177

6 132 KV PURNEA (PG) - PURNEA (BSPHCL) -III   NP6083A 0 0 0 0 0

7 220 KV PUSAULI (PG) - DEHRI (BSPHCL)    NP6093A -2699 364365 0 0 364365

8 132 KV ARAH (PG)- ARAH (BSPHCL)     NP6051A -1396.2 188487 -0.2 -27 188460

9 132 KV ARAH (PG)- DUMRAO (BSPHCL)     NP6054A -571.6 77166 -0.2 -27 77139

10 220 KV KHAGAUL(BSPHCL) - ARAH (PG)-I    NP8641A -1566.7 211505 -89.1 -12028.5 199476

11 220 KV KHAGAUL(BSPHCL) - ARAH (PG)-II     NP6060A -510.1 68864 -99.8 -13473 55391

12 132 KV PURNEA (PG) - KISHANGANJ (BSPHCL)    NP6084A 0 0 0 0 0

13 132 KV PUSAULI(PG)-MOHANIA(BSPHCL) NP6094A 5.1 -689 -75.6 -10206 -10895

14 220 KV GAYA (PG)-BODHGAYA(BSPHCL) LINE-I NP7396A -2453 331155 0 0 331155

15 220 KV GAYA (PG)-BODHGAYA(BSPHCL) LINE-II NP8661A -2612.8 352728 0 0 352728

16 220 KV GAYA (PG)-DEHRI(BSPHCL) LINE-I NP7857A 818.6 -110511 0 0 -110511

17 220 KV GAYA (PG)-DEHRI(BSPHCL) LINE-II NP6098A 818 -110430 0 0 -110430

18 132 KV ARAH(PG)- JAGDISHPUR(BSPHCL) NP7425A -657.5 88763 -0.1 -13.5 88749

19 132 KV KAHALGAON(NTPC)-KAHALGAON (BSPHCL) NP5261A -2020.5 272768 0 0 272768

20 132 KV BANKA(PG)-SULTANGANJ(BSPHCL) LINE-II NP8675A 299.7 -40460 0 0 -40460

21 132 KV BANKA(PG)-SULTANGANJ(BSPHCL) LINE-I NP8673A 288.9 -39002 0 0 -39002

22 220KV NEW PUSAULI(BSPHCL) - PUSAULI(PG) NP8665A -2941.9 397157 0 0 397157

23 220KV NEW PUSAULI(BSPHCL) - ARA (PG) NP8664A 472.1 -63734 0 0 -63734

24 132 KV LAKHISARAI(PG)-LAKHISARAI(BSPHCL)-I NP7888A -296.5 40028 0 0 40028

25 132 KV LAKHISARAI(PG)-LAKHISARAI(BSPHCL)-II NP7431A -297.1 40109 0 0 40109

26 132 KV LAKHISARAI(PG)-JAMUI(BSPHCL)-I NP7887A 45.8 -6183 0 0 -6183

27 132 KV LAKHISARAI(PG)-JAMUI(BSPHCL)-II NP7430A 44.8 -6048 0 0 -6048

28 132 KV KAHALGAON (NTPC)-SABOUR (BSPHCL) NP5239A 300.5 -40568 0 0 -40568

29 220 KV KISHANGANJ(PG)-KISHANGANJ(BSPTCL)-I ER1293A 48.5 -6548 0 0 -6548

30 220 KV KISHANGANJ(PG)-KISHANGANJ(BSPTCL)-II ER1296A 159 -21465 0 0 -21465

31 220 KV KISHANGANJ(PG)-KISHANGANJ(BSPTCL)-III ER1159A 93.9 -12677 0 0 -12677

32 220 KV KISHANGANJ(PG)-KISHANGANJ(BSPTCL)-IV ER1154A 87.5 -11813 0 0 -11813

33 132 KV PUSAULI(PG)-KUDRA(BSPHCL) NP6095A 40.4 -5454 106.2 14337 8883

34 220 KV PATNA(PG) - FATUA(BSPHCL) NP5865A 0 0 0 0 0

35 220 KV PATNA(PG) - KHAGAUL(BSPHCL) NP5832A 170.6 -23031 0 0 -23031

36 220 KV PATNA(PG)-SIPARA(BSPHCL) LINE-I NP7864A -789.8 106623 0 0 106623

37 220 KV PATNA(PG)-SIPARA(BSPHCL) LINE-II NP7838A -687.1 92759 0 0 92759

38 132 KV BANKA(PG)-BANKA(BSPHCL)-I NP7832A 3.6 -486 0 0 -486

39 132 KV BANKA(PG)-BANKA(BSPHCL)-II NP8694A 3.8 -513 0 0 -513

40 132 KV BANKA(PG)-SABOUR(BSPHCL)-I NP7834A -0.7 95 0 0 95

41 132 KV BANKA(PG)-SABOUR(BSPHCL)-II NP8696A -25.5 3443 0 0 3443

42 220 KV MUZAFFARPUR(PG)-HAJIPUR(BSPHCL) LINE-I ER1226A 3.1 -419 0 0 -419

43 220 KV MUZAFFARPUR(PG)-HAJIPUR(BSPHCL) LINE-II ER1228A -38.5 5198 0 0 5198

44 220 KV PURNEA(PG)-MADHEPURA(BSPHCL) LINE-I ER1175A 2409.3 -325256 0 0 -325256

45 220 KV PURNEA(PG)-MADHEPURA(BSPHCL) LINE-II ER1176A 2420.7 -326795 0 0 -326795

46 220 KV KANTI (BSPHCL)-MUZAFFARPUR (PG)-I      NP7398A -325.2 43902 0 0 43902

47 220 KV KANTI (BSPHCL)-MUZAFFARPUR (PG)-II      NP7452A -384.2 51867 0 0 51867

48 220 KV DARBHANGA(DMTCL)-MOTIPUR(BSPTCL)-1 ER1284A 2096.6 -283041 0 0 -283041

49 220 KV DARBHANGA(DMTCL)-MOTIPUR(BSPTCL)-2 ER1289A 2097.5 -283163 0 0 -283163

50 132 KV MOTIHARI(DMTCL)-BETIAH(BSPTCL)-1 ER1171A 38 -5130 -1.5 -202.5 -5333

51 132 KV MOTIHARI(DMTCL)-BETIAH(BSPTCL)-2 ER1177A 34.9 -4712 -2 -270 -4982

52 132 KV MOTIHARI(DMTCL)-MOTIHARI(BSPTCL)-1 ER1256A 12.1 -1634 -3.2 -432 -2066

53 132 KV MOTIHARI(DMTCL)-MOTIHARI(BSPTCL)-2 ER1258A 14.6 -1971 -3 -405 -2376

54 132 KV MOTIHARI(DMTCL)-RAXAUL(BSPTCL)-1 ER1172A -96.7 -96.7 -96.7 -96.7 -96.7

55 132 KV MOTIHARI(DMTCL)-RAXAUL(BSPTCL)-2 ER1229A -70.9 -70.9 -70.9 -70.9 -70.9

TOTAL 1660616 -22915 1637701

0

JUVNL 1 220 KV RAMCHANDRAPUR(JUVNL) - JAMSHEDPUR(PG)-I      NP6103A -6105.4 824229 0 0 824229

2 220 KV RAMCHANDRAPUR(JUVNL) - JAMSHEDPUR(PG)-II      NP5119A 0 0 -0.2 -27 -27

3 220 KV RANCHI(PG) - HATIA(JUVNL) NP5879A -2000.7 270095 0 0 270095

4 220 KV RANCHI(PG) - CHANDIL(JUVNL) NP5874A 3490.9 -471272 0 0 -471272

5 220 KV FARAKKA (NTPC)-LALMATIA (JUVNL) NP5211A 3577.4 -482949 0 0 -482949

6 132 KV KAHALGAON (NTPC)-LALMATIA (JUVNL) NP5244A -2463.6 332586 0 0 332586

7 220 KV MAITHON(PG) - DUMKA(JUVNL) - I   NP8727A -147.4 19899 0 0 19899

8 220 KV MAITHON(PG) - DUMKA(JUVNL) - II NP8739A -168.4 22734 0 0 22734

9 220 KV RANCHI (PG) - HATIA (JUSNL) - II    NP7464A 0 0 0 0 0

10 220 KV CHAIBASA(PG)-CHAIBASA(JUVNL)-II NP8868A 38.4 -5184 0 0 -5184

11 220 KV CHAIBASA(PG)-CHAIBASA(JUVNL)-II NP8869A 333.8 -45063 0 0 -45063

TOTAL 465075 -27 465048

DVC 1 220 KV DURGAPUR (PG) - PARULIA (DVC) -I NP6456A 0 0 0 0 0

2 220 KV DURGAPUR (PG) - PARULIA (DVC) -II  NP6458A -6027.4 813699 0 0 813699

3 220 KV MAITHON (PG) - DHANBAD (DVC) -I NP6529A -84.8 11448 0 0 11448

4 220 KV MAITHON (PG) - DHANBAD (DVC) -II ER1147A -314.8 42498 0 0 42498

5 220 KV MAITHON (PG) - KALYANESWARI (DVC) -I NP6509A -65.8 8883 0 0 8883

6 220 KV MAITHON (PG) - KALYANESWARI (DVC) -II NP6510A -104.8 14148 0 0 14148

7 400 KV TATA JAMSHEDPUR (DVC)- BARIPADA(PG) NP7408A -7627.9 1029767 0 0 1029766.5

8 400 KV TATA JAMSHEDPUR (DVC)- JAMSHEDPUR (PG) NP7406A 9382.3 -1266611 0 0 -1266610.5

9 400 KV MEJIA(DVC)-MAITHON(PG) NP6557A -1471.7 198680 0 0 198679.5

10 400 KV MEJIA(DVC)-MAITHON(PG) LINE-I ER1008A 312.5 -42188 0 0 -42187.5

11 400 KV MEJIA(DVC)-MAITHON(PG) LINE-II ER1031A 59 -7965 0 0 -7965

12 400 KV KODERMA(DVC) - BIHARSHARIFF(PG)-LINE-I NP7831A -7289.8 984123 0 0 984123

13 400 KV KODERMA(DVC) - BIHARSHARIFF(PG)-LINE-II NP7830A -5673.8 765963 0 0 765963

14 400 KV KODERMA(DVC) - Gaya(PG)-I NP7891A 1730.7 -233645 0 0 -233644.5

15 400 KV KODERMA(DVC) - Gaya(PG)-II NP7890A 1854.2 -250317 0 0 -250317

16 400 KV DSTPS(DVC)-JAMSHEDPUR(PG)-II(MAIN) NP6524A -6981.3 942476 0 0 942475.5

17 400 KV DSTPS(DVC)-JAMSHEDPUR(PG)-II(MAIN) NP6522A -3889.1 525029 0 0 525028.5

18 400 KV RTPS(DVC)-RANCHI(PG) NP7973A -7159.5 966533 0 0 966532.5

19 400 KV RTPS(DVC)-MAITHON(PG) NP7974A -1614.3 217931 0 0 217930.5

20 400KV MEJIA(DVC) - JAMSHEDPUR(PG) NP6508A -7203.9 972527 0 0 972526.5

21 400 KV RANCHI(PG)-RTPS(DVC)-2 NP7871A 6886.7 -929705 0 0 -929704.5

22 400 KV RANCHI(PG)-RTPS(DVC)-3 NP7853A 6857.9 -925817 0 0 -925816.5

TOTAL 3837456 0 3837456

DETAILED REACTIVE ENERGY EXCHANGES OF THE UTILITIES WITH THE POOL

for the period 15/01/18 to 21/01/18



EASTERN REGIONAL POWER COMMITTEE :: KOLKATA

GRIDCO 1 220 KV ROURKELA (PG) - TARKERA (GRIDCO) -I NP5929A 1535.8 -207333 0 0 -207333

2 220 KV ROURKELA (PG) - TARKERA (GRIDCO) -II NP5933A 0 0 0 0 0

3 220 KV RENGALI (PG) - RENGALI (GRIDCO) -I   NP5989A 455.9 -61546.5 0 0 -61546.5

4 220 KV RENGALI (PG) - RENGALI (GRIDCO) -II   NP5990A 321.8 -43443 0 0 -43443

5 220 KV JEYPORE (PG) - JEYNAGAR (GRIDCO) -I   ER1096A 368.5 -49747.5 0.1 13.5 -49734

6 220 KV JEYPORE (PG) - JEYNAGAR (GRIDCO) -II   ER1013A 159.5 -21532.5 0 0 -21532.5

7 400 KV INDRAVATI (PG) - INDRAVATI P/H)    NP5966A 2800.8 -378108 23.2 3132 -374976

8 132 KV BARIPADA(PG) - BARIPADA (GRIDCO)     NP5916A -783.5 105772.5 0 0 105772.5

9 132 KV BARIPADA(PG) - BANGRIPOSHI (GRIDCO) NP5912A 317.1 -42808.5 0 0 -42808.5

10 220 KV TSTPP (NTPC) - RENGALI HPS (GRIDCO) NP5102A -778.8 105138 0 0 105138

11 220 KV TSTPP (NTPC) - TTPS (GRIDCO) NP5103A -4595.4 620379 0 0 620379

12 220 KV TSTPP (NTPC) - M'MUNDALI (GRIDCO)-I NP5112A -4529 611415 0 0 611415

13 220 KV TSTPP (NTPC) - M'MUNDALI (GRIDCO)-II NP5101A -4472.2 603747 0 0 603747

14 220 KV BARIPADA (PG) - BALASORE (GRIDCO)-I NP5915A 14.2 -1917 0 0 -1917

15 220 KV BARIPADA (PG) - BALASORE (GRIDCO)-II NP5913A 51.7 -6979.5 0 0 -6979.5

16 220 KV BALIMELA(GRIDCO)-UPPER SILERU(SR) NP7991A 0 0 0 0 0

17 400 KV DUBURI (GRIDCO)- BARIPADA(PG) NP7916A -7912 1068120 0 0 1068120

18 400 KV M'MUNDALI (GRIDCO)-ANGUL(PG)-I ER1054A 26155.4 -3530979 0 0 -3530979

19 400 KV M'MUNDALI (GRIDCO)-ANGUL(PG)-II ER1055A 16145.1 -2179588.5 0 0 -2179588.5

20 400 KV MERAMUNDALI(GRIDCO)-TSTPP(NTPC) NP7932A 8446.8 -1140318 0 0 -1140318

21  400 KV MENDHASAL (GRIDCO)- PANDIABIL(PG)-I NP5980A -1301.4 175689 0 0 175689

22  400 KV MENDHASAL (GRIDCO)- PANDIABIL(PG)-II NP7498A -1502.9 202891.5 0 0 202891.5

23  400 KV DUBRI(GRIDCO)-PANDIABIL(PG) NP7915A -4808.8 649188 0 0 649188

24 220 KV BOLANGIR(PG)-KATAPALI(GRIDCO) NP8790A 405.8 -54783 -77 -10395 -65178

25 220 KV BOLANGIR(PG)-SADEIPALI(GRIDCO) NP8789A -291.4 39339 -361.8 -48843 -9504

26 220 KV PANDIABILI(PG)-ATRI(GRIDCO)-1 ER1018A 1183.5 -159772.5 0 0 -159772.5

27 220 KV PANDIABILI(PG)-SAMANGARA(GRIDCO)-1 NP8051A 1953.4 -263709 0 0 -263709

28 132 KV BARIPADA(PG)-JALESWAR(GRIDCO) NP5914A -251.7 33979.5 0 0 33979.5

29 132 KV BARIPADA(PG)-BHOGRAI(GRIDCO) ER1115A 106.6 -14391 0 0 -14391

30 400KV SUNDERGARH(PG)-STERLITE(GRIDCO)-I ER1059A -7697.7 1039189.5 0 0 1039189.5

31 400KV SUNDERGARH(PG)-STERLITE(GRIDCO)-II ER1058A -8027.3 1083685.5 0 0 1083685.5

32 220 KV PANDIABILI(PG)-ATRI(GRIDCO)-2 ER1099A 1156.3 -156100.5 0 0 -156100.5

TOTAL -1974524 -56093 -2030616

SIKKIM 1 132 KV MELLI (SIKKIM) - SILIGURI (PG)    NP8771A -61.40 8289 -111.5 -15052.5 -6764

2 132 KV MELLI (SIKKIM) - RANGPO (PG) NP8770A -64.20 8667 -11.5 -1552.5 7115

3 66  KV RAVANGLA (SIKKIM) - RANGIT (NHPC) NP6481A 0.00 0 -1.3 -175.5 -176

4 132 KV SIDE OF GANGTOK 132/66 KV ICT-I NP6029A 146.30 -19751 20.2 2727 -17024

5 132 KV SIDE OF GANGTOK 132/66 KV ICT-II NP6028A 143.80 -19413 20.6 2781 -16632

6 132 KV RANGIT (NHPC) - SAGBARI (SIKKIM) NP5925A 14.50 -1958 0 0 -1958

TOTAL -24165 -11273 -35438

WBSETCL 1 400 KV JEERAT (WBSETCL) - BEHRAMPORE NP6445A -2665.1 359789 0 0 359789

2 400 KV JEERAT (WBSETCL) - SUBHASGRAM (PG)   NP6446A -2660 359100 0 0 359100

3 220 KV SUBHASGRAM(PG)-SUBHASGRAM-I(WBSETCL) NP5080A 330 -44550 0 0 -44550

4 220 KV SUBHASGRAM(PG)-SUBHASGRAM-II(WBSETCL) NP5847A 108.7 -14675 0 0 -14675

5 132 KV MALDA (PG) - MALDA (WBSETCL) -I ER1143A 52.3 -7061 0 0 -7061

6 132 KV MALDA (PG) - MALDA (WBSETCL) -II ER1150A 8.1 -1094 0 0 -1094

7 132 KV SILIGURI (PG) - NJP(WBSETCL) ER1080A -1540.3 207941 0 0 207941

8 132 KV SILIGURI (PG) - NBU (WBSETCL) NP5889A -1231.9 166307 0 0 166307

9 132KV BIRPARA(PG) - BIRPARA(WBSETCL) -I ER1110A -151.4 20439 0 0 20439

10 132KV BIRPARA(PG) - BIRPARA(WBSETCL) -II NP6470A 84.4 -11394 0 0 -11394

11 220 KV BINAGURI (PG) - JALPAIGURI (WBSETCL)-I NP5882A 6021.1 -812849 0 0 -812849

12 220 KV BINAGURI (PG)-JALPAIGURI(WBSETCL)-II NP5881A 6444.1 -869954 0 0 -869954

13 132 KV RAMMAM (WBSETCL) - RANGIT (NHPC) NP5917A -2.3 311 0 0 311

14 400 KV DURGAPUR(PG) - BIDHANNAGAR(WBSETCL)-I NP5831A 6147.1 -829859 0 0 -829859

15 400 KV DURGAPUR (PG) - BIDHANAGAR(WBSETCL)-II NP6459A 4862.6 -656451 0 0 -656451

16 400 KV SAGARDIGHI(WBSETCL) - FARAKKA (NTPC)        NP6482A 1646.8 -222318 0 0 -222318

17 400 KV SAGARDIGHI(WBSETCL) - SUBHASGRAM (PG)        NP6483A -2601.2 351162 0 0 351162

18 132 KV KURSEONG(WBSETCL)-RANGIT(NHPC) NP7541A -106.3 14351 0 0 14351

19 132 KV KURSEONG(WBSETCL)-SILIGURI(NHPC) NP7542A 37.1 -5009 0 0 -5009

20 400 KV KHARAGPUR (WBSETCL)-BARIPADA (PG) ER1043A -1216.2 164187 0 0 164187

21 400 KV DURGAPUR(PG)- SAGARDIGHI(WBSETCL)-I NP6548A 6797.5 -917663 0 0 -917663

22 400 KV DURGAPUR(PG)- SAGARDIGHI(WBSETCL)-II NP7557A 8712.2 -1176147 0 0 -1176147

23 220 KV DALKHOLA(PG)-DALKHOLA(WBSETCL)LINE-II ER1072A -459.4 62019 0 0 62019

24 220 KV DALKHOLA(PG)-DALKHOLA(WBSETCL)LINE-II ER1071A -450.1 60764 0 0 60764

25 220 KV SUBHASGRAM(PG)-EMBYPASS CESC(WB) LINE-I ER1144A 290.2 -39177 0 0 -39177

26 220 KV SUBHASGRAM(PG)-EMBYPASS CESC(WB) LINE-II NP7936A 271.2 -36612 0 0 -36612

27 220 KV SUBHASGRAM(PG)-KLC BANTALA(WB) NP8708A 1186.2 -160137 0 0 -160137

28 220 KV SUBHASGRAM(PG)-NEW TOWN(WB) NP8709A 3084.5 -416408 0 0 -416408

29 400 KV SUBHASHGRAM(PG)-HALDIA CESC(WB) LINE-I ER1141A 1005.1 -135689 0 0 -135689

30 400 KV SUBHASHGRAM(PG)-HALDIA CESC(WB) LINE-II NP7937A 1249.3 -168656 0 0 -168656

31 400 KV SAGARDIGHI(WB)-BERHAMPORE(PG) LINE-I NP8723A -3167.6 427626 0 0 427626

32 400 KV SAGARDIGHI(WB)-BERHAMPORE(PG) LINE-II NP8724A -3211.3 433526 0 0 433526

33 400 KV KHARAGPUR(WB)-CHAIBASA(PG)-II NP8720A -2844 383940 0 0 383940

34 400 KV KHARAGPUR(WB)-CHAIBASA(PG)-II NP8731A -2863.7 386600 0 0 386600

35 400 KV PPSP NEW(WB)-RANCHI NEW(PG)-1 ER1040A 4507.3 -608486 0 0 -608486

36 400 KV PPSP NEW(WB)-RANCHI NEW(PG)-2 ER1130A 1283.9 -173327 0 0 -173327

37 400 KV GOKARNA(WB)-FARAKKA(NTPC)-1 ER1133A -2883.9 389327 0 0 389327

38 400 KV GOKARNA(WB)-FARAKKA(NTPC)-2 ER1138A -2583 348705 0 0 348705

TOTAL -3171420 0 -3171420

Note: 1) Rate of Reactive Energy Charge has been considered @ 13.5 paise/KVArH,w.e.f. 01/04/2017

            2) For reactive energy, (+) means injection and (-) means drawal with respect to utility

            3) For reactive energy charge, (+) means receivable by the utility and (-) means payable by the utility.

            4) In line with clause 6.6.1 of revised IEGC, beneficiary's own lines emanating from an ISGS have not been considered for computation of reactive exchange with ISTS.

            5) "NA" means meter reading not available.

           


