


LIST OF ADDRESSES: 
 
 

Chief Engineer, Trans (O&M) 

Bihar State Power Transmission Limited, 

VidyutBhawan, Bailey Road, Patna-800021 

Electrical Supeeerintending Engineer (CRITL) 

Bihar State Power Transmission Limited, 

VidyutBhawan,Bailey Road, Patna-800021 

Chief Engineer (System Operation), SLDC, 

BSPTCL, Patna-800021 

Chief Engineer (SLDC) 

Damodar Valley Corporation, GOMD-I Premises, 

P.O.- DaneshSeikh Lane, Howrah- 711109 

Chief Engineer (CTC) 

Damodar Valley Corporation, P.O. Maithon Dam, Dist. 

Dhanbad, Jharkhand-828207 

Chief Engineer, (CRITL) 

Jharkhand UrjaSancharan Nigam Limited 

Kusai Colony, Doranda, Ranchi-834002 

Electrical Superintending Engineer (CLD) 

Jharkhand UrjaSancharan Nigam Limited, 

KusaiColony,Doranda, Ranchi-834002 

Chief General Manager (O&M), 

OPTCL, Janpath, Bhubaneswar, 

Odisha – 751 022. FAX: 0674-2542932 
cgm.onm@optcl.co.in 

Sr. General Manager (PPA), Technical Wing, 

OHPCL, Orissa State Police Housing & Welfare Corpn. 

Bldg. VaniviharChowk, Janpath, Bhubaneswar-752022 

Chief Load Dispatcher, SLDC 

OPTCL, P.O. Mancheswar Rly. Colony 

Bhubaneswar-751017 

Chief Engineer (Testing), WBSETCL 

Central Testing Laboratory, Abhikshan, Salt Lake, 

Kolkata-700091 (Fax no. 2367-3578/1235) 

Chief Engineer (CLD) 

WBSETCL, P.O.Danesh Sheikh Lane, 

AndulRoad, Howrah-711109 

Addl. Chief Engineer (ALDC) 

West Bengal Electricity Distribution Company Ltd 

VidyutBhavan, 7th Floor, Bidhannagar, Sector-I 
Salt Lake City, Kolkata-700091(Fax-033-2334-5862) 

Dy. Chief Engineer (Testing)/ Sr. Manager (Testing) 

CESC Ltd.,4, SasiSekhar Bose Road, 
Kolkata-700025 

General Manager (O&M) 

KhSTPS, NTPC Ltd., P.O.Deepti Nagar, 

Dist. Bhagalpur, Bihar-813203 

General Manager(O&M) 

FSTPS, NTPC Ltd., P.O. Nabarun, 
Dist. Murshidabad, West Bengal-742236 

Dy. General Manager (Engineering), 

WBPDCL, OS Dept. Corporate Office, 3/C, LA Block, 

Salt Lake-III, Kolkata-700098 (Fax-033-23350516) 

General Manager (O&M) 

Barh STPS, NTPC Ltd., P.O. NTPC Barh, 
Dist. Patna, Bihar-803213 

General Manager (OS), ERHQ-II, NTPC Ltd., 3rdflr. 

OLIC Building, Plot no. N 17/2, Nayapalli, Unit-8 

Bhubaneswar- 751012 (Fax No. 0674-2540919) 

General Manager(O&M), TSTPS, NTPC Ltd., 

P.O.Kaniha, Dist. Angul, Orissa-759117 
General Manager (AM), POWERGRID, Odisha 

Projects, Sahid Nagar, Bhubaneswar – 751 007 
General Manager (OS), ERHQ-I, NTPC Ltd., 

LoknayakJaiprakashBhawan, (2nd Floor), 

DakBunglowChawk, Patna-800001 

Manager (Electrical), Adhunik Power & Natural 

Resources Ltd. “Lansdowne Towers, Kolkata-700020 

(Fax No. 033-2289 0285) 

Executive Director (O&M) 

NHPC Ltd., NHPC Office Complex, Sector-33, 

Faridabad, Haryana-121003 (Fax-01292272413) 

Electrical Superintending Engineer, TTPS, 

TenughatVidyut Nigam Ltd., Lalpania, Dist. Bokaro, 

Jharkhand-829149 

Dy. General Manager (Electrical) 

IB Thermal Power Station, OPGCL 
Banhapalli, Dist. Jharsuguda-768234, Orissa 

General Manager (AM), ER-I 

Power Grid Corporation of India Ltd., 

Alankar Place, Boring Road, Patna-800001 

Chief Engineer (Trans.) 
Power Deptt., Govt. of Sikkim, Gangtok-731010 

Sr. Manager (CTMC) 
Durgapur Projects Limited, Durgapur-713201 

Executive Director, 

ERLDC, POSOCO, Tollygunge, Kolkata-700033 

The Head 

Maithon Power Limited, Maithon Office, MA 5 Gogna, 

Dist. Dhanbad, Jhankand State, PIN-828207 

General Manager (AM), ER-II 

Power Grid Corporation of India Ltd., 
J-I-15, Block-EP, Sector-V,Salt Lake,Kolkata-91 

Head –Regulatory and contracts, IndiGrid Limited 

, 247 Embassy, Office No 107, ‘B’ Wing, Hindustan Co. 

Bus Stop, Gandhi Nagar, L.B.S. Road, Vikhroli West, 

Mumbai – 400 079. Ph : +91 845509 96408 General Manager (P&O), PTC Ltd., 

Kanchanjunga Bldg.,18, Barakhamba Road, 
New Delhi-110001 

Managing Director, Bhutan Power Corporation 

Post Box no. 580, Thimpu, Bhutan. 

Managing Director, Druk Green Power Corprn. 
P.O. Box-1351, Thimpu, Bhutan. 

mailto:cgm.onm@optcl.co.in


Associate Director (Commercial and Regulatory) 

Darbhanga-Motihari Transmission Company Limited 

(DMTCL),503, Windsor, Off CST Road, Kalina, 
Santacruz(E), Mumbai-400098 

The Plant Head, JITPL, Angul, Odisha (FAX:011- 

26139256-65) 

Shri D. P. Bhagava, Chief Consultant (O&M), 

TeestaUrja Limited, New Delhi (FAX:011- 

46529744) 

Director (GM Division), Central Electricity Authority 

Sewa Bhawan, R. K. Puram, New Delhi-110066 

Director (NPC), CEA, NRPC Building, Katwaria 

Sarai, New Delhi- 110016 

President, Dans Energy Pvt. Ltd, 5th Floor, DLF 

Building No. 8, Tower-C, Gurgaon - 722OO2 

Director, Shiga Energy Pw. Ltd., 5th Floor, DLF 

Building No. 8, Tower-C, Gurgaon - 722OO2 

DGM (E&I), HALDIA ENERGY LIMITED, BARIK 

BHAWAN, KOKATA-700072, FAX: 033-22360955 

General Manager, TPTL,  

B2/1A Safdarjung Enclave, Africa Avenue, New Delhi 

-110029 
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220KV NEW PURNEA-

MADHEPURA-1 01-09-2023 11:07 02-09-2023 20:10

New Purnea: Y_ph 

CT burst

Y-B 100

Phase to phase 

fault

CB digital 

signal not 

configured in 

new Purnea end 

DR Yes No

2

220KV NEW 

TOWN(AA-III)-

RAJARHAT-2 01-09-2023 11:35 01-09-2023 13:27

New town: B_E, 

5.45 km, 13 kA

Rajarhat:B_E, 1.44 

km, 16.54 kA

B-

Earth 100

A/r failed after 

1 second No Yes

List of important transmission lines in ER which tripped in September-2023

Lenovo
Typewritten text
Annexure 1



3

220KV DEHRI-GAYA-

2 01-09-2023 12:18 01-09-2023 12:44

Dehri: B_E, 69.07 

km, 0.644 kA

Gaya: B_E, 44.05 km, 

8.87 kA

B-

Earth 100

A/r successful 

but tripped 

again within 

reclaim time

Dehri end DR 

not time 

synchronized Yes Yes

4

400KV SAHARSA-

DARBHANGA 

(DMTCL)-1 01-09-2023 12:18 01-09-2023 12:59

Saharsa: R_E, Zone-

1, 8.2 km, 10.2 kA

Darbhanga: R_E, Zone-

2, 4 kA

R-

Earth 100

A/r failed after 

1 second

Saharsha end 

main 2 DR not 

time 

synchronized Yes No

5

220KV CHUKHA-

BIRPARA-1 01-09-2023 14:50 02-09-2023 15:59

Birpara: Y_B, 52.6 

km, Iy= 3.033 kA, Ib= 

3.053 kA

Y-B 100

Phase to phase 

fault No Yes

6

220KV KATAPALLI-

BOLANGIR(PG)-1 02-09-2023 11:32 02-09-2023 11:56

Katapalli: R_N, 

Zone-2, 1.7 kA
Bolangir: Didn't trip

R-

Earth 650

Tripped in 

Zone-2 from 

Katapalli. 

Whether A/r 

operated at 

Bolangir? PG 

Odisha may 

explain. Yes No
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220KV 

BOLANGIR(PG)-

BOLANGIR(GRIDCO)-

2 02-09-2023 11:34 02-09-2023 12:08

Bolangir: R_N, 

6.16 kA
Bolangir: E/F

R-

Earth 300

As per DR, 

fault cleared 

from PG end 

after 300 msec 

in Zone-1. A/r 

signal got high 

at PG end but 

no A/r 

attempted. PG 

Odisha may 

explain.

Main 2 DR not 

time 

synchronized in 

Bolangir(PG) Yes No

8

400KV MENDHASAL-

PANDIABILI-2 02-09-2023 16:51 02-09-2023 16:19

Mendhasal: Y_N, 

Zone-1, 6.78 kA
Pandiabili: Didn't trip

Y-

Earth 100

A/r successful 

from 

Pandiabilli. No 

A/r attempt at 

Mendhasal, 

other two phase 

tripped after 1 

sec. OPTCL 

may explain. No Yes

9

400KV JEYPORE-

GAJUWAKA-2 02-09-2023 16:57 03-09-2023 11:14

Jeypore: B_N, 

111.2 km, 1.18 kA

Gajuwaka: B_N, 57.3 

km, 1.39 kA

B-

Earth 100

A/r failed after 

1 second Yes No
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220KV PATNA-

KHAGAUL-1 02-09-2023 17:07 02-09-2023 17:33

Patna: R_N, 4.236 

km, 18.288 kA
Khagaul: Didn't trip

R-

Earth 100

A/r successful 

from Khagaul 

only. Other two 

phase at Patna 

tripped on PD 

after 2.25 

seconds

CB status 

channel not 

mapped 

properly at 

Patna. DR 

length less and 

not time 

synchronized at 

Khagaul Yes Yes

11

400KV LAPANGA-

STERLITE-2 02-09-2023 19:29 02-09-2023 20:43

Lapanga: R_N, 

Zone-1, 10.76 km, 

11.34 kA

Sterlite: R_N, 13.07 

km, 2.722 kA

R-

Earth 100

A/r successful 

from Sterlite 

only. No A/r 

attempt at 

Lapanga, other 

two phase 

tripped later on 

PD. Yes No

12

220KV 

DARBHANGA(DMTC

L)-LAUKAHI-2 02-09-2023 21:07 02-09-2023 22:10

Laukahi: R_E, Zone-1, 

50.28 km, 2.076 kA

R-

Earth 800

A/r successful 

from 

Darbhanga. 

Three phase 

tripping at 

Laukahi

CB digital 

channels not 

seen in laukahi 

end DR No Yes
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220KV JODA-

RAMCHANDRAPUR-

1 03-09-2023 03:50 03-09-2023 04:36

Joda:Y_E, Zone-2, 

116.6 km, 1.32 kA

Ramchandarpur: Y_E, 

Zone-1, 10.2 km, 9.45 

kA

Y-

Earth 400

Tripped in 

Zone-2 from 

Joda, carrier 

not received. 

Three phase 

tripping at 

Ramchandrapu

r Yes Yes

14

220KV RANCHI-

MTPS(DVC)-1 03-09-2023 12:56 03-09-2023 14:23

Ranchi:R_N, 187 

km, 0.971 kA

Mejia: R_N, Zone-1, 

53.52 km, 3.077 kA

R-

Earth 100

A/r successful 

from Ranchi. 

A/r kept 

disabled at 

Mejia

Mejia end Dr 

having 

insufficient 

length Yes Yes

15

400KV LAPANGA-

STERLITE-2 03-09-2023 14:26 03-09-2023 17:14

Lapanga: R_N, 

Zone-1, 10.67 km, 

11.02 kA

Sterlite: R_N, 2.95 

km, 3.5 kA

R-

Earth 100

A/r successful 

from Sterlite 

only. Other two 

phase at 

Lapanga 

tripped on PD Yes No

16

220KV BUDHIPADAR-

RAIGARH-1 03-09-2023 15:08 03-09-2023 16:38

Budhipadar: Didn't 

trip

Raigarh: R_E, 9.5 km, 

11.67 kA

R-

Earth 100

Three phase 

A/r enabled at 

Budhipadar.

DR length less 

at Budhipadar Yes No
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220KV 

KARAMNASHA 

(NEW)-PUSAULI-1 04-09-2023 04:16 13-09-2023 22:55

Sasaram:Y_E, 4.53 

km 13.8 kA

Y-

Earth 100

A/r failed after 

1 second from 

Pusauli. Other 

two phase at 

karamnasha 

tripped on PD 

after 2.5 

seconds No Yes

18

400KV SAHARSA-

DARBHANGA 

(DMTCL)-2 04-09-2023 13:09 04-09-2023 16:13

Saharsa: DT 

received
Darbhanga: Didn't trip

No 

fault NA

No fault in line. 

PMTL/DMTCL 

may explain No No

19

400KV LAPANGA-

STERLITE-2 04-09-2023 14:19 06-09-2023 16:22

Sterlite: R_N, Zone-1, 

2.95 km, 32 kA

R-

Earth 100

A/r successful 

from Sterlite 

only. Other two 

phase at 

Lapanga 

tripped on PD Yes No

20

400KV 

BIDHANNAGAR-

NEW CHANDITALA-

1 04-09-2023 14:59 04-09-2023 15:48

Bidhannagar: B_N, 

Zone-1, 97.8 km

New Chandi: B_N, 

Zone-1, 36.31 km, 

7.92 kA

B-

Earth 100

Three phase 

tripping for 

single phase 

fault Yes No
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400KV JEERAT-

BAKRESWAR-1 05-09-2023 15:33 06-09-2023 06:59

Jeerat: R_N, Zone-

2, 156.6 km, 2.72 

kA

Bakreswar: R_N,Zone-

1, 15.52 km, 6.96 kA

R-

Earth 100

A/r failed after 

1 second Yes Yes

22

400KV ALIPURDUAR 

(PG)-

PUNASANGCHUN-

JIGMELING-2 06-09-2023 17:12 06-09-2023 18:56

Alipurduar: B_E, 

Zone-2, 212.3 km, 

2 kA

Jigmelling: B_E, Zone-

1, 105.3 km, 1.6 kA

B-

Earth 1100

Resistive fault. 

Tripped in 

Zone-2 from 

Alipurduar. No 

carrier received Yes NA

23

220KV 

DARBHANGA(DMTC

L)-LAUKAHI-2 06-09-2023 19:11 06-09-2023 20:23

Laukahi:R_N, 3.74 kA

R-

Earth 100

A/r successful 

at Darbhanga. 

Three phase 

tripping at 

Laukahi

CB digital 

signals not 

mapped in DR 

of laukahi No Yes

24

400KV NEW PPSP-

NEW RANCHI-2 07-09-2023 15:32 07-09-2023 19:30

New PPSP: DT 

received

No 

fault NA

No fault 

observed from 

PMU. DC 

Earth fault 

reported at 

New Ranchi. 

PG ER-1 may 

explain. Yes No
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400KV 

JHARSUGUDA-

ROURKELA-3 07-09-2023 18:13 07-09-2023 18:50

Jharsuguda: DT 

received

No 

fault NA

No fault 

observed from 

PMU. PG 

Odisha may 

explain. Yes No

26

400KV PPSP-

BIDHANNAGAR-2 07-09-2023 21:28 08-09-2023 21:53

Bidhannagar: Y_E, 

Zone-1, 31.21 km, 

7.37 kA

Y-

Earth 100

A/r kept 

disabled as per 

OEM advise No Yes

27

220KV RENGALI(PH)-

TSTPP-1 08-09-2023 14:39 08-09-2023 20:42

Rengali: B_N, 

Zone-1, 11.2 km,7 

kA

TSTPP:B_N, Zone-1, 

15.5 km, 6.16 kA

B-

Earth 100

A/r couldn't be 

ascertained 

from PMU. 

OHPC/NTPC 

may confirm

Unable to open 

TSTPP end DR No Yes

28

220KV RANCHI-

MTPS(DVC)-1 08-09-2023 21:00 08-09-2023 22:36

Ranchi:R_N, Zone-

1, 66.54 km, 2.45 

kA, A/r successful

Mejia:R_N, Zone-1, 

145.5 km, 1.14 kA

R-

Earth 100

A/r successful 

from Ranchi. 

A/r kept Yes Yes

29

400KV GMR-ANGUL-

1 10-09-2023 12:19 10-09-2023 15:50

Angul: B_N,Zone-1, 

15 km, 11.4 kA

B-

Earth 100

A/r failed after 

1 second No Yes
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220KV DARBHANGA 

(DMTCL)-MOTIPUR-

1 12-09-2023 04:21 12-09-2023 04:44

DMTCL:R_E, 

Zone-1, 43 km, 

3.33 kA

R-

Earth 100

A/r successful 

from Motipur 

only. No Yes

31

220KV DARBHANGA 

(DMTCL)-MOTIPUR-

1 12-09-2023 13:54 12-09-2023 19:50

Darbhanga: Y_N , 

55 km, 2.2 kA

Y-

Earth 100

A/r couldn't be 

ascertained 

from PMU. 

BSPTCL/DMT

CL may 

confirm No Yes

32

220KV DARBHANGA 

(DMTCL)-MOTIPUR-

2 12-09-2023 13:54 12-09-2023 14:18

Darbhanga:R_N, 

78 km, 0.8 kA

R-

Earth 100

A/r couldn't be 

ascertained 

from PMU. 

BSPTCL/DMT

CL may 

confirm No Yes

33

220KV PARULIA-

PARULIA(PG)-2 12-09-2023 15:45 12-09-2023 16:32

Parulia (PG): Didn't 

trip

No 

fault NA

No fault 

observed from 

PMU. DVC 

may explain. Yes NA

34

220KV MAITHON-

DUMKA-2 13-09-2023 14:08 13-09-2023 14:50

Maithon:R_N, 31 

km, 6.06 kA

R-

Earth 100

A/r successful 

from Maithon 

only

individual CB 

digital signal 

not configured 

in Dumka end 

DR Yes Yes
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400KV PPSP-

BIDHANNAGAR-1 13-09-2023 15:31 13-09-2023 16:08

PPSP:R_N, Zone-

1, 155.7 km

Durgapur:R_N, Zone-

1, 44.05 km, 5.231 kA

R-

Earth 100

A/r kept 

disabled as per 

OEM advise

CB digital 

channels 

missing in 

Bidhannagar 

DR No Yes

36

220KV RENGALI(PH)-

TSTPP-1 13-09-2023 20:17 14-09-2023 19:19

Rengali:B_N, Zone-

1, 19.06 km,5.73 

kA

Talcher:B_N,Zone-2, 

20 km,5.73 kA

B-

Earth 500

Tripped in 

Zone-2 time 

from TSTPP No Yes

37

220KV 

DARBHANGA(DMTC

L)-LAUKAHI-2 13-09-2023 22:30 14-09-2023 01:24

DMTCL: Tripped

No 

fault NA

DMTCL may 

explain No No

38

220KV CHANDIL-

RANCHI-1 14-09-2023 20:46 14-09-2023 21:01

Chandil:R_N, 50 

km,2.29 kA

Ranchi:R_N, 30 

km,4.8 kA

R-

Earth 100

A/r successful 

from Ranchi 

only

DR length less 

at Chandil Yes Yes
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220KV ALIPURDUAR 

(PG)-SALAKATI-2 15-09-2023 11:06 15-09-2023 12:13

Alipurdaur: R_N, 

36.2 km, 1.9 kA

Salakati:R_N, 93 

km,1.9 kA

R-

Earth 100

A/r not 

attempted at 

Alipurduar and 

other two phase 

tripped after 

1.5 seconds. 

A/r successful 

from Salakati, 

however 

tripped again 

within reclaim 

time. Yes NA

40

765KV GAYA-

VARANASI-2 15-09-2023 20:00 15-09-2023 23:27

Gaya: Y_N, Zone-

1, 175.19 km, 3.51 

kA

Varanasi: Y_N, 79 

km, 6.7 kA

Y-

Earth 100

No A/r attempt 

from Gaya. 

Other two 

phase tripped 

after 2.5 

seconds on PD Yes NA

41

220KV RENGALI(PG)-

RENGALI-1 17-09-2023 08:06 17-09-2023 09:39

Rengali(PG): 

Didn't trip

Rengali: R_N, 0.456 

kA
No 

fault NA

OPTCL may 

explain. NA No
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220KV CHANDAUTI 

(PMTL)-

SONENAGAR-2 17-09-2023 12:19 17-09-2023 12:54

Chandauti:B_N, 

55.57 km, 2.12 kA

Sonenagar:B_N, Zone-

1, 40.47 km, 1.251 kA

B-

Earth 1580

Resistive fault. 

Tripped after 

fault was 

sensed by 

distance relay. 

A/r failed after 

1 second Yes No

43

220KV 

MUZAFFARPUR(PG)-

AMNOUR-2 17-09-2023 18:42 17-09-2023 19:43

Muzaffarpur: R_N, 

7.78 km, 12.57 kA

Amnour:R_N, 42.4 

km, 1.45 kA

R-

Earth 100

Three phase 

tripping for 

single phase 

fault. Yes No

44

220KV 

DARBHANGA(DMTC

L)-LAUKAHI-1 18-09-2023 11:50 18-09-2023 12:50

Darbhanga: Y_B, 

9.7 km, Iy=10.954 

kA, Ib=10.84 kA

Laukahi:Y_B, 

Ib=1.694 kA, Iy=1.570 

kA

Y-B 100

Phase to phase 

fault No Yes

45

220KV HAZIPUR-

MUZAFFARPUR-1 18-09-2023 14:00 18-09-2023 14:45

Hazipur:B_N, Zone-

1, 4.37 kA

Muzaffarpur:B_N, 

Zone-1, 34.6 km, 4.28 

kA
B-

Earth 100

Three phase 

tripping for 

single phase 

fault.

DR channels 

not configured 

properly at 

Muzaffarpur 

end No Yes

46

400KV 

KISHANGANJ(PG)-

SAHARSA-2 18-09-2023 16:28 18-09-2023 16:44

Kishanganj: B_N, 

97 km, 4.19 kA

Saharsa:B_N, 92 km, 

3.6 kA

B-

Earth 100

A/r failed after 

1 second Yes Yes
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220KV RENGALI(PG)-

RENGALI(GRIDCO)-1 19-09-2023 02:27 19-09-2023 07:47

Rengali: Didn't trip
Rengali: O/c E/f 

operated
No 

fault NA

No fault in line. 

OPTCL may 

explain No Yes

48

400KV LAPANGA-

STERLITE-2 19-09-2023 13:12 19-09-2023 19:42

Lapanga: R_N, 

Zone-1, 4.3 km, 28 

kA

Sterlite: R_N, Zone-1, 

14 km, 9.64 kA

R-

Earth 100

A/r failed after 

1 second Yes No

49

220KV RANCHI-

MTPS(DVC)-1 20-09-2023 16:41 20-09-2023 17:37

Ranchi:Y_N, 

184.62 km, 1.13 

kA

Mejia: Y_N, Zone-1, 

58.33 km, 2.88 kA

Y-

Earth 100

A/r successful 

from Ranchi. 

A/r kept 

disabled at 

Mejia Yes No

50

400KV CHANDWA-

NORTH 

KARANPURA-2 21-09-2023 05:05 21-09-2023 06:56

Chandwa:Didn't 

trip

North Karanpura: 

B_Y, Zone-3

No 

fault NA

North Karnpura 

sensed fault in 

Zone-3 yet line 

tripped 

immediately. 

U#1 at north 

Karnpura also 

tripped at the 

same time on 

generator 

diffenretial. 

NKSTPP may 

explain. Yes Yes



51

400KV GAYA-

CHANDWA-1 21-09-2023 05:05 21-09-2023 06:12

Gaya: Y_B_N , 

Zone-2, 117 km, 

Iy: 6.05 kA, Ib: 

7.34 kA

Chandwa: Y_N, Zone-

1, 0.2 km, 21 kA

Y-B-

Earth 100

Chandwa end 

sensed single 

phase fault in 

Y_ph and A/r 

was successful. 

Gaya sensed 

phase to phase 

fault and three 

phase tripped. Yes Yes

52

400KV GAYA-

CHANDWA-2 21-09-2023 05:05 21-09-2023 06:11

Gaya: B_N, Zone-

2, 117 km, 5.7 kA

Chandwa: B_N, Zone-

1, 5.9 km, 20 kA

Y-B-

Earth 100

Chandwa end 

sensed single 

phase fault in 

B_ph and A/r 

was successful. 

Gaya sensed 

phase to phase 

fault and three 

phase tripped. Yes Yes

53

220KV RANCHI-

RAMGARH-1 21-09-2023 08:28 21-09-2023 14:02

Ranchi: R_Y_B, 

94.5 km, Ir=3.1 

kA, Iy= 3.7 kA, Ib= 

2.5 kA

Ramgarh:R_Y_B, 11.7 

km, Ir= 3.3 kA, Iy= 

3.5 kA, Ib= 2.1 kA

R-Y-B-

Earth 100

Three phase 

fault. DVC 

may share 

findings. No No



54

400KV NEW RANCHI-

PATRATU-2 21-09-2023 17:27 21-09-2023 18:20

New Ranchi: 

R_N,Zone-2, 48.99 

km,. 5.06 kA

Patratu: R_N, Zone-1, 

A/r successful 

R-

Earth 400

Tripped in 

Zone-2 from 

New Ranchi. 

No carrier 

received. Yes Yes

55

400KV 

MEERAMUNDALI-

TSTPP-2 21-09-2023 18:30 21-09-2023 19:35

Meeramundali: 

R_N, 24.4 km, 

9.19 kA

TSTPP: R_N, Zone-1, 

39.7 km, 7.37 kA

R-

Earth 800

A/r successful 

from Talcher. 

At 

meramundali, 

distance 

protection not 

operated, 

tripped on 

DEF. OPTCL 

may explain.

DR of another 

instance 

uploaded by 

NTPC. DR 

length less at 

Meramundali Yes No

56

220KV RENGALI(PG)-

RENGALI(GRIDCO)-1 22-09-2023 10:05 22-09-2023 13:30

Rengali: Didn't trip
Rengali: O/c E/f 

operated

No 

fault NA

No fault in line. 

OPTCL may 

explain NA No

57

400KV 

JAMSHEDPUR-

ANDAL-2 22-09-2023 22:27 23-09-2023 00:11

Jamshedpur: Y_N, 

133 km, 2.48 kA

Y-

Earth 100

A/r successful 

from 

Jamshedpur 

only. DVC may 

explain. Yes No



58

220KV BARIPADA-

BALASORE-2 23-09-2023 10:50 23-09-2023 12:26

Baripada: Didn't 

trip

Balasore: CB lockout 

due to low SF6 gas in 

R_Ph. LBB operated

No 

fault NA

OPTCL may 

explain. NA No

59

220KV JODA-

RAMCHANDRAPUR-

1 23-09-2023 11:06 23-09-2023 12:04

Joda:B_N, Zone-1, 

3.5 km, 4.3 kA

Ramchandarpur: B_N, 

Zone-2, 126 km, 1.69 

kA

B-

Earth 450

Tripped in 

Zone-2 time 

from 

Ramchandrapu

r. A/r attempt 

failed from 

Joda after 1 

second. No 

carrier received 

at 

Ramchandrapu

r. Yes Yes

60

220KV JODA-

RAMCHANDRAPUR-

1 24-09-2023 06:30 24-09-2023 16:31

Joda:Y_N, Zone-1, 

2.28 km, 6.12 kA

Ramchandarpur: Y_B, 

140.1 km 

Y-B-

Earth 350

Tripped in 

Zone-2 from 

Ramchandrapu

r. No carrier 

received at 

Ramchandrapu

r No Yes



61

765KV GAYA-

VARANASI-1 24-09-2023 08:56 24-09-2023 10:53

Gaya: O/V St.1

O/V NA

O/V St.1 

operated at 

Gaya. As per 

PMU, voltage 

reached around 

801 kV. O/v 

setting may be 

reviewed. Yes NA

62

220KV RENGALI(PG)-

RENGALI(GRIDCO)-1 25-09-2023 07:12 25-09-2023 08:14

Rengali (PG): 

Didn't trip

Rengali: O/c E/f 

operated
No 

fault NA

No fault in line. 

OPTCL may 

explain No No

63

20KV-RENGALI(PG)-

RENGALI(GRIDCO)-1 25-09-2023 13:22 25-09-2023 14:09

Rengali (PG): 

Didn't trip

Rengali: O/c E/f 

operated

No 

fault NA

No fault in line. 

OPTCL may 

explain No No

64

220KV BUDHIPADAR-

RAIGARH-1 25-09-2023 13:34 25-09-2023 20:20

Budhipadar:R_N, 

Zone-2, 25 km, 9.6 

kA

R-

Earth 400

Tripped in 

Zone-2 from 

Budhipadar No No



65

220KV 

BOLANGIR(PG)-

BOLANGIR(GRIDCO)-

2 25-09-2023 17:34 25-09-2023 18:36

Bolangir (PG): 

Didn't trip

Bolangir:R_N, 0.847 

kA, Backup 

overcurrent relay

R-

Earth 800

Tripped after 

800 msec. As 

per PMU, it 

seems line 

tripped for fault 

in some 

another line. 

O/c setting at 

OPTCL end 

may be 

reviewed. No No

66

220KV RANCHI-

MTPS(DVC)-1 25-09-2023 19:42 25-09-2023 21:38

Ranchi:R_N, Zone-

1, 57.7 km, 2.8 kA

MTPS: R_N, Zone-1, 

161.7 km, 1.21 kA

R-

Earth 100

A/r successful 

from Ranchi. 

A/r kept 

disabled at 

Mejia No No

67

220KV 

SUBHASGRAM(PG)-

SUBHASGRAM(WB)-

1 26-09-2023 03:41 26-09-2023 04:08

Subhashgram(PG): 

Didn' t trip

Subhashgram(WB): 

Master trip relay 

operated while shifting 

to TBC

No 

fault NA

WBSETCL 

may explain. NA No



68

400KV 

INDRAVATI(PG)-

INDRAVATI(GR)-1 26-09-2023 11:01 26-09-2023 11:32

Indravati:B_N, 

2.15 kA

Indravati(GR): Didn't 

trip

B-

Earth 400

As per PMU, 

line tripped in 

Zone-2 time 

from PG end. 

Whether fault 

was in this line 

or adjacent one. 

PG Odisha may 

explain. No No

69

220KV 

SAHARSA(PMTL)-

BEGUSARAI-1 27-09-2023 06:02 27-09-2023 09:54

Saharsa: Didn't trip Begusarai: tripped

No 

fault NA No Yes

70

220KV 

SAHARSA(PMTL)-

BEGUSARAI-2 27-09-2023 06:02 27-09-2023 09:54

Saharsa: Didn't trip Begusarai: tripped

No 

fault NA No Yes

71

220KV 

DARBHANGA(DMTC

L)-LAUKAHI-2 27-09-2023 12:09 27-09-2023 12:35

Darbhanga:B_N, 

Zone-1, 20 km, 9.6 

kA

Laukhai: B_N, Zone-

1, 60.32 km, 1.009 kA

B-

Earth 100

A/r successful 

from 

Darbhanga 

after 650 msec. 

Three phase 

tripping at 

Laukahi. No Yes

Fault in 

downstream in 

220 kV 

Begusarai. 

Samastipur-2. 

Both lines 

tripped from 

Begusarai in 

Zone-4 

immediately. 

BSPTCL may 

explain.



72

220KV TENUGHAT-

BIHARSARIFF-1 27-09-2023 12:24 27-09-2023 19:22

Tenughat:Y_N, 

Zone-1, 34.5 km

Biharsariff: Y_N, 

Zone-1, 126 km, 1.114 

kA

Y-

Earth 100

Three phase 

tripping for 

single phase 

fault. No No

73

220KV 

KARAMNASHA 

(NEW)-SAHUPURI-1 27-09-2023 14:02 27-09-2023 15:31

Karamnasha: O/c 

operated

No 

fault NA

As per PMU, 

no fault in line. 

Why O/c 

setting kept at 

Karamnasha 

end. BSPTCL 

may explain. No No

74

220KV RANCHI-

MTPS(DVC)-1 27-09-2023 23:20 28-09-2023 00:31

Ranchi: R_N, 1.53 

km, 1.086 kA

Mejia: R_N, Zone-1, 

46.29 km, 3.52 kA

R-

Earth 100

A/r successful 

from Ranchi. 

A/r kept 

disabled at 

Mejia Yes No

75

220KV NEW PURNEA-

MADHEPURA-1 28-09-2023 10:30 28-09-2023 11:16

New purena: Y_B, 

45 km, Iy= 4.44 

kA, Ib= 4.35 kA

Madhepura: Y_B, 49 

km, Iy= 3.11 kA, Ib= 

3.2 kA

Y-B 100

Phase to phase 

fault No No



76

400KV PPSP-

BIDHANNAGAR-2 28-09-2023 14:20 28-09-2023 14:35

PPSP: B_N, Zone-

1, 60.3 km  

Bidhanagar: B_N, 

Zone-1, 125.4 km, 

1.25 kA

B-

Earth 100

A/r kept 

disabled as per 

OEM advise No No

77

400KV PPSP-

BIDHANNAGAR-1 28-09-2023 14:44 28-09-2023 15:37

PPSP: R_N, Zone-

1, 57.7 km, 3.18 

kA

Bidhannagr:R_N, 

Zone-1, 127.4 km, 

1.25 kA

R-

Earth 100

A/r kept 

disabled as per 

OEM advise No No

78

400KV PPSP-

BIDHANNAGAR-2 28-09-2023 15:50 28-09-2023 23:00

PPSP:B_N, Zone-

1, 158.9 km 

Bidhanagar: B_N, 

Zone-1, 22.9 km, 8.4 

kA B-

Earth 100

A/r kept 

disabled as per 

OEM advise No No

79

220KV RENGALI(PG)-

RENGALI(GRIDCO)-1 29-09-2023 08:16 29-09-2023 09:13

Rengali(PG): 

Didn't trip

Rengali: O/c E/f 

operated

No 

fault NA

No fault in line. 

OPTCL may 

explain NA No

80

220KV SITAMARHI-

RAXAUL-2 29-09-2023 12:07 29-09-2023 13:16

Sitamarhi: B_N, 

10.16 km, 9.49 kA

Raxaul: B_N, 52 km, 

2.6 kA

B-

Earth 100

Three phase 

tripping for 

single phase 

fault. No A/r 

observed from 

either end. Yes Yes



81

400KV GOKARNA-

SAGARDIGHI-1 29-09-2023 17:28 29-09-2023 18:27

Gokarna: B_N, 

17.28 km, 10.06 

kA

Sagardighi: B_N, 24.5 

km, 2.459 kA

B-

Earth 100

A/r successful. 

Tripped again 

within reclaim 

time No Yes

82

400KV GOKARANA-

SAGARDIGHI-2 29-09-2023 17:28 29-09-2023 18:28

Gokarna: B_N, 

16.14 km, 10.05 

kA

Sagardighi: B_N, 

31.61 km, 11.14 kA

B-

Earth 100

A/r failed after 

1 second. DT 

received at 

Sagardighi 

during failed 

A/r attempt No Yes

83

220KV BARIPADA-

BALASORE-1 29-09-2023 20:30 29-09-2023 21:15

Baripada: R_N, 

25.25 km, 4.893 

kA

Balasore: R_N, A/r 

successful

R-

Earth 100

A/r successful 

from Balasore 

end only. No 

A/r attempt 

from Baripada 

end. PG Odisha 

may explain. No No

84

220 KV RANCHI-

CHANDIL-1 29-09-2023 22:43 29-09-2023 22:55

Ranchi: R_N, 14.8 

km, 4.32 kA

R-

Earth 400

Tripped in 

Zone-2 from 

Ranchi. No 

carrier 

received. Yes No



85

220KV SITAMARHI-

MOTIPUR-1 30-09-2023 12:22 30-09-2023 13:59

Sitamarhi: Y_B, 

52.1 km, 1.54 kA

Y_B 800 Yes Yes

86

220KV SITAMARHI-

MOTIPUR-2 30-09-2023 12:22 30-09-2023 14:23

Sitamarhi: Y_B, 

52.1 km, 3.53 kA

Y_B 800 Yes Yes

87

220KV 

MUZAFFARPUR-

HAZIPUR-2 30-09-2023 13:05 30-09-2023 17:04

Muzaffarpur: B_N, 

24 km, 5.76 kA

Hazipur: B_N, 34 km, 

2.9 kA

B-

Earth 100

No A/r 

observed from 

PMU data. 

DR channels 

not configured 

properly at 

Muzaffarpur 

end Yes No

88

400KV PPSP-

BIDHANNAGAR-1 30-09-2023 13:08 30-09-2023 13:31

PPSP: B_N, 69.8 

km, 2.14 kA

Bidhannagar: B_N, 

127.32 km, 2.658 kA

B-

Earth 100

A/r kept 

disabled as per 

OEM advise No No

89

220KV BUDHIPADAR-

RAIGARH-1 30-09-2023 19:43 01-10-2023 10:51

Budhipadar: R_N, 

68 km, 2.4 kA

Raigarh: R_N, 10 km, 

10.14 kA
R-

Earth 400

Tripped in 

Zone-2 from 

Budhipadar No NA

Tripped in 

Zone-3 from 

Sitamarhi, 

suggestive of 

downstream 

fault which was 

not cleared. No 

tripping at 

Motipur. 

BSPTCL may 

explain
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1

220KV JODA-

RAMCHANDRAPUR-1 01-10-2023 04:38 01-10-2023 12:30

220 kV Main 

Bus-1 PT 

burst at 

Ramchandrap

ur

R-

Y-

B-

Ear

th 300

Initially fault in 

B_ph only which 

was sensed in 

reverse direction at 

Ramchandrapur. 

Later three phase 

fault in forward 

direction and all 

three phase tripped. 

No Yes

2

220KV 

MUZAFFARPUR(PG)-

HAZIPUR-2 01-10-2023 09:55 01-10-2023 11:03

Muzaffarpur: 

B_E, Zone-

1, 39.96 km, 

3.6 kA

Hazipur: 

B_N, Zone-1, 

13.7 km

B-

Ear

th 100

A/r not ascertained 

from PMU data

No No

List of important transmission lines in ER which tripped in October-2023



3 400KV GMR-ANGUL-2 01-10-2023 11:28 01-10-2023 12:33

GMR: B_N, 

Zone-1, 

19.54 km, 10 

kA, A/r 

unsuccessful

Angul: B_N, 

25.7 km, 

10.41 kA

B-

Ear

th 100

A/r failed after 1 

second

No Yes

4 220KV TTPS-TSTPP-1 01-10-2023 18:58 01-10-2023 20:15

TTPS:Y_B, 

Zone-1, 

22.17 km, 

Iy=5.54 kA, 

Ib= 5.54 kA 

TSTPP: Y_B, 

Zone-1, 12.1 

km, Iy= 1.39 

kA, Ib= 1.39 

kA

Y-

B 100

Phase to phase 

fault
Unable to 

open 

TSTPP 

DR file No Yes

5

400KV ROURKELA-

JHARSUGUDA-4 02-10-2023 15:26 02-10-2023 16:55

Rourkela: 

R_B, Zone-

1, 65.38 km, 

Ir=  7.25 kA, 

Ib= 7.35 kA

Jharsuguda: 

R_B, 63.2 

km, Ir= 7.8 

kA, Ib= 7.72 

kA

R-

B-

Ear

th 100

Phase to phase 

fault

Yes Yes

6

220KV BUDHIPADAR-

RAIGARH-1 02-10-2023 18:34 03-10-2023 23:55

Budhipadar: 

R_N, 60.8 

km, 2.39 kA

R-

Ear

th 400

Tripped in Zone-2 

from Budhipadar

Yes NA

7

400KV 

BIHARSARIFF(PG)-

VARANASI-1 02-10-2023 19:38 02-10-2023 20:21

Biharshariff: 

Y_N, 

101.629 km, 

3.70 kA

Y-

Ear

th 100

A/r failed after 1 

second

Yes NA



8

400KV ALIPURDUAR 

(PG)-PUNASANGCHUN-

JIGMELING-2 03-10-2023 02:43 03-10-2023 04:02

Alipurdaur: 

R_N, 25.67 

km, 8.9 kA, 

A/r 

successful

Bhutan : 

R_N, 174 

km, 1.32 kA

R-

Ear

th 100

A/r successful from 

Alipurduar only. 

Three phase 

tripping at 

Jigmelling
Yes NA

9

400KV NEW JEERAT-

SUBHASGRAM(PG)-2 03-10-2023 11:48 03-10-2023 20:58

New Jeerat: 

B_N, Zone-

1, 45.80 km, 

5.43 kA

Subhasgram: 

B_N, Zone-1, 

62.4 km, 4.9 

kA

B-

Ear

th 100

A/r failed after 1 

second

Yes Yes

10

220KV KHAGARIA-NEW 

PURNEA-2 04-10-2023 20:23

New  Purnea: 

Y_B, 19 km, 

Iy= 8.08 kA, 

Ib= 8 kA

Y-

B 100

Phase to phase 

fault

No No

11

400KV BAHARAMPUR-

BHERAMARA-4 05-10-2023 00:01 05-10-2023 18:57

Baharampur: 

Y_E, Zone-

1, 63 km, 4.8 

kA

Y-

Ear

th 100

A/r failed after 1 

second

Yes NA

12

220KV PANDIABILI-

PRATAPSASAN-2 06-10-2023 09:28 06-10-2023 10:30

Pandiabili: 

R_N, 29 km, 

4.2 kA, A/r 

successful

Pratapsasan: 

R_N, 14 km, 

3 kA

R-

Ear

th 100

A/r successful from 

Pandiabili only. 

OPTCL may 

explain.

No No

13

220KV BUDHIPADAR-

KORBA-2 06-10-2023 16:14 06-10-2023 20:09

Budhipadar: 

220 kV Bus-

2 tripped

B-

Ear

th 100

OPTCL may 

explain.

DR not 

time 

synchroni

zed Yes NA



14

220KV 

DARBHANGA(DMTCL)-

LAUKAHI-2 06-10-2023 19:10 06-10-2023 19:46

Darbhanga: 

R_N, 27.3 

km, 4.47 kA, 

A/r 

successful

Laukahi: 

R_N, Zone-1, 

50 km, 2 kA

R-

Ear

th 100

A/r successfyl from 

Darbhanga only

No Yes

15

220KV JODA-

RAMCHANDRAPUR-1 07-10-2023 07:58 07-10-2023 08:41

Joda: Y_N, 

3.4 km, 5.7 

kA, A/r 

successful

Ramchandarp

ur: Y_N, 

123.1 km, 

1.74 kA

Y-

Ear

th 400

Tripped in Zone-2 

from 

Ramchandrapur

Yes Yes

16

220KV JODA-

RAMCHANDRAPUR-1 07-10-2023 12:12 07-10-2023 13:20

Joda: Y_N, 

Zone-1, 92 

km, 1.32 kA

Ramchandarp

ur: Y_N, 

Zone-1, 39.9 

km, 2.76 kA

Y-

Ear

th 100

Three phase 

tripping at 

Ramchandrapur. 

A/r failed after 1 

second from Joda.

DR not 

time 

synchroni

zed and 

digital 

channels 

not 

configure

d properly Yes Yes

17

220KV KARAMNASHA 

(NEW)-PUSAULI-1 07-10-2023 13:57 07-10-2023 15:20

Karamnasa: 

B_N, 7.45 

km, 1.27 kA

Pusauli: B_N, 

16.7 km, 6.5 

kA

B-

Ear

th 100

A/r failed after 1 

second

No Yes

18

220KV ROURKELA-

TARKERA-2 07-10-2023 15:27 07-10-2023 19:52

Tarkera: 

B_N, 16.9 kA

B-

Ear

th 100

A/r failed after 1 

second. Jumper 

snapped at loc.2

No Yes



19

220KV RENGALI(PG)-

RENGALI(GRIDCO)-1 07-10-2023 18:43 07-10-2023 19:25

Rengali(Grid

co): Tripped

No 

fau

lt NA

No fault observed 

from PMU. 

OPTCL may 

explain

No No

20

220KV NEW PURNEA-

MADHEPURA-1 08-10-2023 09:56 08-10-2023 11:23

New purnea: 

B_N, 65 km, 

2.52 kA

Madhepura: 

B_N, Zone-1, 

35.7 km, 2.25 

kA

B-

Ear

th 100

A/r not ascertained 

from PMU data
DR length 

less at 

New 

Purnea Yes No

21

220KV RONGNICHU-

RANGPO-2 09-10-2023 11:13 09-10-2023 18:17

Rangpo: 

Y_B, 13.183 

km, 1.27 kA

Y-

B 100

Phase to phase 

fault

Yes Yes

22

400KV 

MEERAMUNDALI-

TSTPP-2 09-10-2023 13:48 09-10-2023 14:52

Meramundal

i: B_N, Zone-

1, 30.5 km, 

6.9 kA

TSTPP: B_N, 

Zone-1, 

37.18 km, 

8.61 kA, A/r 

unsuccessful

B-

Ear

th 100

A/r failed after 1 

second

Yes Yes

23

220KV 

DARBHANGA(DMTCL)-

LAUKAHI-1 10-10-2023 12:46 10-10-2023 14:31

Laukahi: 

Y_B, Iy = 

0.93 kA, Ib= 

0.96 kA

Y-

B 100

Phase to phase 

fault

No Yes

24

220KV 

DARBHANGA(DMTCL)-

LAUKAHI-2 10-10-2023 12:46 10-10-2023 14:31

Laukahi: 

Y_B, Iy = 

0.94 kA, Ib= 

0.95 kA

Y-

B 100

Phase to phase 

fault

No Yes

25

220KV BUDHIPADAR-

RAIGARH-1 11-10-2023 12:13 11-10-2023 13:15

Budhipadar: 

B_E, 54.5 

km, 2.74 kA, 

A/r 

successful

Raigarh: 

B_E, 27.072 

km, 4.478 kA

B-

Ear

th 100

Three phase A/r at 

Budhipadar.

Yes No



26

400KV 

MEERAMUNDALI-

TSTPP-2 11-10-2023 12:46 11-10-2023 21:45

Meeramunda

li: B_E, 

Zone-1, 28.1 

km, 6.51 kA, 

A/r 

unsuccessful

TSTPP:B_E, 

142.08 km, 

7.142 kA

B-

Ear

th 100

A/r successful after 

1 second. Tripped 

again within 

reclaim time

Yes Yes

27

220KV KARAMNASHA 

(NEW)-PUSAULI-1 12-10-2023 12:32 12-10-2023 13:54

Karmnasha: 

B_N, 15.17 

km, 2.304 

kA

Pusauli: B_N, 

8.22 km, 

9.588 kA, A/r 

successful

B-

Ear

th 100

A/r successful from 

Sasaram only. 

Other two phase 

tripped after 1.7 

seconds from 

Karamnasha

No Yes

28

765KV NEW RANCHI-

DHARAMJAIGARH-2 12-10-2023 14:56 12-10-2023 19:55

New Ranchi: 

B_N, 342.27 

km, 2.73 kA

Dharamjaigar

h: B_N, 

59.654 km, 

8.158 kA

B-

Ear

th 100

A/r failed after 1 

second

No No

29

220KV TENUGHAT-

BIHARSARIFF-1 13-10-2023 08:58 13-10-2023 09:45

Tenughat: 

R_N, Zone-

2, 55.37 km 

Biharshariff: 

R_N, Zone-1,  

1.15 kA

R-

Ear

th 100

Three phase 

tripping for single 

phase fault

No No

30

400KV BINAGURI-NEW 

PURNEA-1 14-10-2023 12:21 14-10-2023 13:12

Binaguri: 

Y_N, 17.35 

km, 8.133 

kA

New Purnea: 

Y_N, 105.4 

km, 1.9 kA, 

A/r 

successful

Y-

Ear

th 100

A/r failed after 1 

second from both 

ends. However, tie 

bay at New Purnea 

attempted A/r after 

failure of main bay 

A/r and this time 

A/r was successful.

Yes Yes
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220KV DARBHANGA 

(DMTCL)-MOTIPUR-1 15-10-2023 04:58 15-10-2023 05:26

Darbhanga: 

B_N, Zone-

1, 25.1 km, 

4.83 kA

Motipur: 

B_N, Zone-1, 

A/r 

successful

B-

Ear

th 100

A/r successful from 

Motipur only. 

Three phase 

tripping at 

Darbhanga

No Yes

32

220KV BINAGURI-

BIRPARA-2 17-10-2023 17:25 18-10-2023 01:39

Binaguri: 

Y_B, Zone-

1, 46.13 km, 

Iy= 3.8 kA, 

Ib= 4.2 kA

Birpara: 

Y_B, Zone-1, 

27.74 km, 

Iy= 3.6 kA, 

Ib= 6.06 kA

Y-

B-

Ear

th 100

Phase to phase 

fault. TOP(B) Ph 

Conductor Broken 

and snapped in the 

span Tower no-85-

86 near tower no-

86
Yes Yes

33

220KV BIRPARA-

MALBASE-1 18-10-2023 15:50 18-10-2023 16:38

220 kV Bus 

tripped at 

Malbase

No 

fau

lt NA

No fault observed 

from PMU.

No NA

34

220KV BARIPADA-

BALASORE-1 19-10-2023 10:35 19-10-2023 11:11

Baripada: 

DT received

Balasore: 

Didn't trip

No 

fau

lt NA

No fault observed 

from PMU. 

OPTCL may 

explain

No No

35

400KV  PPSP-

BIDHANNAGAR-2 20-10-2023 11:24 20-10-2023 11:58

PPSP: B_N, 

Zone-1, 

170.3 km

Bidhanagar: 

B_N, Zone-1, 

20.2 km, 4.54 

kA

B-

Ear

th 100

A/r disabled as per 

OEM advise

No No



36

220KV KARAMNASHA 

(NEW)-SAHUPURI-1 21-10-2023 09:58 21-10-2023 12:10

Sahupuri: 

Y_N, Zone-1, 

35.2 km, 1.48 

kA

Y-

Ear

th 100

A/r not ascertained 

from PMU data

No NA

37

400KV  NEW PURNEA-

BIHARSARIFF(PG)-2 22-10-2023 23:49 23-10-2023 00:42

New Purnea: 

DT received

No 

fau

lt NA

No fault observed 

from PMU. PG ER-

1 may explain.

No No

38

400KV  TENUGHAT-

PVUNL-1 24-10-2023 09:25 24-10-2023 10:27

Tenughat: 

R_N, 73.4 

km, 1.36 kA

R-

Ear

th 100

A/r couldn’t be 

ascertained from 

PMU data

No No

39

220KV NEW PURNEA-

MADHEPURA-1 24-10-2023 10:04 24-10-2023 10:50

New Purnea: 

B_N, 21.87 

km, 4.72 kA

Madhepura: 

B_N, Zone-1, 

74.2 km, 1.96 

kA

B-

Ear

th 650

Resistive fault. A/r 

not ascertained 

from PMU data

No No

40

400KV  PPSP-

BIDHANNAGAR-2 24-10-2023 12:54 25-10-2023 02:47

PPSP: B_N, 

123.9 km

Bidhanagar: 

B_N, 49.7 

km, 5.137 kA

B-

Ear

th 100

A/r disabled as per 

OEM advise

No No

41

220KV KHAGARIA-NEW 

PURNEA-1 25-10-2023 13:35 25-10-2023 14:20

Khagaria: 

Y_N, Zone-

1, 76.86 km, 

1.644 kA

Purnea: Y_N, 

13.8 km, 3.5 

kA

Y-

Ear

th 100

Initially fault in 

B_ph. After 300 

msec, fault struck 

Y_ph and all three 

phase tripped.

Yes No
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220KV 

DARBHANGA(DMTCL)-

LAUKAHI-2 26-10-2023 01:30 26-10-2023 02:23

Darbhanga: 

B_N, 71 km, 

0.7 kA

Laukahi: 

B_N, 18.74 

km, 0.23 kA

B-

Ear

th 100

A/r not ascertained 

from PMU data

No No

43

400KV PPSP-

BIDHANNAGAR-2 28-10-2023 11:59 28-10-2023 12:16

PPSP: B_N, 

Zone-1, 173 

km

Bidhannagar: 

B_N, Zone-1, 

17 km, 8.67 

kA

B-

Ear

th 100

A/r disabled as per 

OEM advise

No No

44

765KV FATEHPUR-

PUSAULI-1 28-10-2023 23:53 29-10-2023 02:47

Sasaram: M1: 

328 km, 1.4 

kA, M2: 

337.6 km, 

1.388 kA

R-

Ear

th 100

A/r failed after 1 

second

No No

45

400KV 

MUZAFFARPUR(PG)-

DHALKEBAR-1 30-10-2023 02:57 30-10-2023 03:58

Muzaffarpur: 

R_N,Zone-1,  

91.81 km, 

3.43 kA

R-

Ear

th 100

A/r failed after 1 

second

No NA

46

400KV NEW PPSP-NEW 

RANCHI-1 30-10-2023 10:29 30-10-2023 11:09

New PPSP:  

DT received 

No 

fau

lt NA

PG/WBSETCL 

may explain.

No No
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400KV NEW PPSP-NEW 

RANCHI-2 30-10-2023 10:38 30-10-2023 11:14

New PPSP:  

DT received 

No 

fau

lt NA

PG/WBSETCL 

may explain.

No No

48

220KV BINAGURI-

BIRPARA-2 30-10-2023 17:50 31-10-2023 03:04

Binaguri: 

Y_B_N, 

36.08 km, 

Iy= 4.09 kA, 

Ib= 6.873 

kA

Birpara: 

Y_B_N, Iy= 

2.183 kA, Ib= 

13.861 kA

Y-

Ear

th 100

After 500 msec, 

phase to phase 

fault struck 

remaining two 

phases. After 1 

second of first 

fault, A/r attempted 

and three phase 

tripped due to 

persisiting fault in 

all three phases. 

Conductor snapped 

between tower loc. 

no. 128 & 129

No No

49

220KV RANCHI-

MTPS(DVC)-1 31-10-2023 04:38 31-10-2023 06:15

Ranchi: 

R_N, Zone-

1, 185 km, 

1.14 kA, A/r 

successful

MTPS: R_N, 

Zone-1, 55.3 

km 

R-

Ear

th 100

A/r disabled at 

Mejia.

No No


